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SECTION 1: INTRODUCTION

1.1 Background

Section C of DE-SOL-0006383, Paducah Infrastructure Support Services, is the Performance Work
Statement (PWS) which specifies what work is to be performed by the Infrastructure Contractor. Fhe
PWS-ineludes—as-a-technical-exhibit-in-Appendix A, Performance Requirements Summary (PRS), which
specifies work performance standards for the twenty—nineteen (2019) identified contract line item
numbers (CLIN), exhibit line item numbers (ELIN), and functional areas of the PWS. Other work
required under this contract may be monitored and other contractual remedies taken by the Government
as needed.

1.2 Purpose

This Quality Assurance Surveillance Plan (QASP) describes the procedures the U.S. Department of
Energy (DOE) Quality Assurance Evaluator(s) (QAE) will use to monitor and evaluate the Contractor’s
performance. As the contract is considered a performance-based approach to the required tasks in the
PRS found in Appendix A, it is important to note the primary concern of the DOE is with the product and
service results provided by the Contractor and not with the procedures used to produce them. Therefore,
the QASP focuses on examining the Contractor’s product and service results and not the processes used
to produce them. It is intended that the QASP be a tool to guide the QAEs in assessing Contractor
performance. In some cases specific metrics are used to measure Contractor performance; in other cases
subjective judgment and evaluation by DOE personnel will be the determining criteria. This plan
describes the methodology utilized to conduct both quantitative and qualitative evaluation of Contractor
performance under the contract.

1.3  QASP Relation to the Contract

DOE will retain the right to change the surveillance methods and Quality Assurance (QA) procedures, or
to increase or decrease the degree of surveillance efforts at any time necessary to assure contract
compliance. A copy of the QASP may be provided to the Contractor to enable the Contractor to enhance
its Quality Program and ensure it is performed in accordance with its Quality Assurance Plan (QAP) and
its associated Quality Implementation Plan (QIP).

1.4  QASP Relation to the QAP
The Contractor’s QAP [Section C.2.2.4 Quality Assurance] is a required element that will be submitted to

DOE following the notice to proceed_(NTP)-in—+espense—to-the-selicitation. In defining its QAP, the
Contractor is required to prepare an organizational-specific QIP describing how the requirements of the
QAP are implemented and flowed down to lower tier organizations. The implementation of QAP
requirements shall be in accordance with the applicable QIP. DOE expects the implementation of the
Contractor’s QAP requirements, as transcribed specifically in the QIP, be sufficient in meeting the PRS as
presented in Appendix A. While the QAP represents the way in which the Contractor will ensure its
quality and timeliness of services, as defined in the PWS, the QASP represents the way in which DOE
will evaluate the Contractor’s performance. The Contractor’s QAP and the QASP should be
complementary programs that ensure successful Contractor performance.

15 Revisions to the QASP

The QASP is a tool for use in Government administration of the contract and remains subject to revision
at any time by the Government throughout the contract performance period. Revisions to this
surveillance plan are the responsibility of the Contracting Officer (CO) or designee. Changes may be
made unilaterally at the discretion of the Government.
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As the performance period progresses, the levels of surveillance may be altered for service areas in cases
where performance is either consistently excellent or consistently unsatisfactory. If observations reveal
consistently satisfactory performance, then the amount of surveillance may be reduced. If observations
reveal consistent deficiencies, increased surveillance may be implemented.

SECTION 2: PERFORMANCE DESCRIPTION

Performance of the Contractor will be monitored through various surveillance methods described in
Section 4: Performing Quality Assurance. Performance data gathered will be evaluated to assess
Contractor performance against contract requirements.

2.1 Performance Standards and Acceptable Quality Levels

For selected activities in the PWS, the PRS provides a performance standard and an acceptable quality
level (AQL). A performance standard is the expected-required level of Contractor performance. An AQL
defines the level of performance that is satisfactory. Depending on the service evaluated and the
evaluation method selected, performance standards and AQLs may be stated as a number of occurrences
or as a percentage. Performance standards and AQLs for random sampling and 100 percent inspection
are generally stated as percentages. For periodic inspections, performance standards may be stated as
either percentages, or as absolute numbers.

The contract requires the Contractor to perform all work as specified. Any inaccuracies or omissions in
services or products are referred to as “defects” on the part of the Contractor. The Contractor shall be
held responsible for all identified defects, and DOE may require a contractor to re-perform the work at no
cost to the Government. The AQLs take into account that in some instances an allowable level of
deficiency (deviation) is possible while overall performance continues to meet DOE’s desired level of
service.

2.1.1 Allowable Deviation

The AQLs define the level or number of performance deficiencies the Contractor is permitted to reach
under this contract. AQLSs take into account the difference between an occasional defect and a gross
number of defects. AQLSs can be expressed as a percentage of or as an absolute number (e.g., three per
month). There may be instances where 100 percent compliance is required, and no deviation is
acceptable (e.g., where safety is involved).

2.1.2 Substantially Complete

In some cases, service outputs are evaluated using subjective values (e.g., satisfactory, marginal,
unsatisfactory). The criteria for acceptable performance and for defects must be defined for these service
outputs. The concept of “substantially complete” should be the basis for inspections based on subjective
scales.

Work is considered “substantially complete” when there has been no significant departure from the terms
of the contract and no omission of essential work. In addition, the Contractor has performed the work
required to the best of its ability and the only variance consists of minor omissions or deficiencies.

2.2 Non-performance

Non-performance occurs when the Contractor’s performance does not meet the AQL for a given
requirement. Requirements may contain multiple performance elements; therefore, deficiencies may
occur in one or more aspects of performance (e.g., timeliness, accuracy, completeness, etc.) or subject
areas of effort.
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When surveillance indicates that the Contractor’s service output is not in compliance with the contract
requirements, the QAE must determine whether the Contractor or the Government caused the deficiency.
If the cause of the defect rests with the Government, corrective action must be taken through Government
channels. If the cause of the defect is due to action or inaction by the Contractor, the Contractor is
responsible for correction of the problem at no additional expense to the Government.

2.2.1 Documentation

All observed work activities shall be documented, both acceptable performance and non-performance.
Thorough documentation of unperformed or poorly performed work is essential for tracking Contractor
performance throughout the period of performance. The QAEs, as trained evaluators, will document
deficient work by compiling facts describing the inspection methods and results. A sample documentation
reporting form is provided in Appendix B: Contract Evaluation Report. The Contracting Officer’s
Representative (COR) and QAEs will develop documentation to substantiate honconformance with the
contract. The documentation, together with any recommendations, will be forwarded to the COR. The
COR will decide whether to elevate the problem to the CO for corrective action.

2.2.2 Remedial Actions

The Federal Acquisition Regulation (FAR) aIIows for remedles in the event that the Contractor falls to
perform the required serwces Pen 2

For a Contractor, the Government may require the Contractor to correct services that failed to meet
contract requirements. If the Contractor fails to proceed with reasonable promptness to perform the
required corrective action, the Government may (i) by contract or otherwise, perform the correction,
charge to the Contractor any increased cost, or deduct such increased cost from any amounts paid or due
under the contract; or (ii) terminate the contract for default. _The deductions included in Appendix A are

considered to be commensurate Wlth the value of the associated serwces lhe—GQ—mH—detemee—the

SECTION 3: ROLES AND RESPONSIBILITIES

The purpose of QA is to ensure that the Government and customers are satisfied with the products and
services received from the Contractor and to ensure that the Contractor is meeting its contractual
obligation to DOE. The roles and responsibilities of the stakeholders involved in QA are described
below.

3.1  Contractor Responsibility

The Contractor is responsible for delivering products or services in accordance with the contract. The
Contractor is responsible for implementing its QAP, which is incorporated in the contract. The QAP
describes the Contractor’s methods for ensuring all products and services provided under the contract
meet established performance standards and AQLs. The Contractor is responsible for producing,
maintaining, and providing for audit, quality assurance/control records and reports and all records
associated with the investigation and resolution of customer complaints. The Contractor should appoint a
single quality assurance point-of-contact to act as a central recipient of communication with the
Government.
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3.2 Government Responsibility

This section of the QASP briefly defines the duties and responsibilities of key Government personnel
involved in contract administration and quality assurance. The key personnel who will be responsible for
QASP input are the CO, the COR, the QAEs, and the Contractor’s customers.

3.2.1 Contracting Officer

The CO has the authority to administer the contract. The CO may delegate many of the day-to-day
contract administration duties to the COR and QAEs. However, certain contractual actions such as
negotiation and issuance of contract modifications, resolution of Contractor claims and disputes, issuance
of cure notices (notification that unless unacceptable performance is corrected, the Government may
terminate the contract for default in accordance with FAR 49.607), issuance of show-cause letters
(following a cure notice, requesting facts bearing on the case), termination of the contract, and contract
close-out functions are retained by the CO. Administrative actions such as invoice approval and issuance
of Contract Evaluation Reports (CER) may be, and normally are, delegated by the CO to the COR. All
communication regarding questions or issues related to the QASP will be directed to the CO or the COR.
The CO shall approve any revision to the QASP processes or standards.

3.2.2 Contracting Officer Representative

The COR is a federal employee and is designated by name and/or position to act as a liaison between the
Government and the Contractor on all issues pertinent to the daily operation of the Contract. The COR
represents the CO in the COR functions and therefore is the Contractor's initial point-of-contact with the
Government. In turn, the COR may delegate some of his/her responsibilities, such as supervision of the
QAEs, to another individual in the organization in order to ensure that the QA function is properly
executed. If modifications to the contract are necessary, the COR will assist the CO in preparing and
negotiating the modifications. If there are problems with Contractor performance, the COR will inform
the Contractor of the problems and recommend to the CO that adverse contractual actions are appropriate
(e.g., cure notice) if the Contractor fails to correct the problem. Also, the COR must refer differences of
contract interpretation to the CO.

3.2.3 Quality Assurance Evaluators

The QAEs play a key role in contract administration. They serve as the on-site representative of the CO
and the COR. The QAEs perform the actual contract surveillance and report to the COR. Some of the key
contract administration duties of QAEs include, but are not limited to, the following:

e Performing surveillance as required by this QASP, and making recommendations to the COR for
issuance of Contractor Contract Discrepancy Reports or letters of commendation;

e Making recommendations to the COR for the acceptance or rejection of completed work and for
administrative actions based on unsatisfactory work or non-performed work;

e Assisting the COR in identifying necessary contract modifications;

e Making recommendations to the COR for changes to the QASP; and

e Assisting the COR in preparing reports of Contractor performance and cost.

The QAEs have only the authority delegated to them in writing by the COR and/or CO. They have no
authority to direct or to allow the Contractor to deviate from contract requirements. The QAEs also have
no authority to direct or interfere with the methods of performance by the Contractor or to issue directions
to any Contractor personnel. These actions are reserved for the CO or the COR.

The QAEs may use the form provided in Appendix D: Sampling Guide/Inspection Checklist for each
service requirement to be inspected, or such other forms as approved by the COR. This checklist includes
the specific tasks to be checked and whether the inspection results in a Contractor rating of excellent,
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satisfactory, or unsatisfactory performance. Overall guidance is also provided by the Inspection and
Acceptance clauses in the contract.

3.2.4 Customers

Customers are the various organizations supported by the Contractor. Customers may be requested to
assist the QAEs and COR by providing information on Contractor performance through a Customer
Feedback Program. The information gained from the Customer Feedback Program may be used in
conjunction with other methods of observation to rate the performance of the Contractor.

SECTION 4: PERFORMING QUALITY ASSURANCE

4.1 Surveillance Methods

The surveillance methods used in the QA process are the tools the Government uses to monitor the
Contractor’s products and services. The best means of determining whether the Contractor has met all
contract requirements is to inspect the Contractor’s service products and analyze the results. Further,
documented inspection results are an effective tool in contract administration. Inspections either confirm
the Contractor’s successful achievement of all performance requirements or highlight areas where defects
exist and improvements are necessary.

The surveillance methods described below include: 100 percent inspection, periodic inspection, random
sampling, and customer feedback. The number of inspections conducted may be reduced in those
instances where the Contractor has established a good performance record. In cases of poor performance,
DOE may increase the level of surveillance and focus on known problem areas. In either case, the
reasons for the change in surveillance will be documented.

The AQL when expressed as a percentage represents the percentage of inspected items that must be
acceptable to meet the AQL. It does not represent the percentage of items inspected. The surveillance
method describes how the AQL will be evaluated (i.e., 100%, periodic, random, etc.). The deduction
represents the monetary deduction for not meeting the AQL, either in a percentage of the line item cost or
a flat deduction. The surveillance frequency represents how often the deduction can be applied based on
contractor performance.

4.1.1 100 Percent Inspection

The 100 percent inspection method provides for a complete inspection of the Contract requirement, and

mav be used for requwements that are espeuallv critical. requires-complete-inspection-of-all-deliverables;

me#aad—therefere—simld—be—mer&elesely—menﬂe;ed—Evaluatlon schedules for 100 percent |nspect|ons

will be prepared on a time determined basis — usually monthly but may be adjusted by the Government
depending on the Contractor activity and scheduling of inspections.

4.1.1.1 Performance Standards and AQLs
The performance standards and AQLs may be stated as either percentages or absolute numbers.
4.1.1.2 Evaluation Procedures

Observed defects for a service monitored by 100% inspection are compared to the performance standard
and AQL.
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4.1.2 Periodic Inspection

Periodic inspection provides a systematic way of looking at service outputs and forming conclusions
about the Contractor’s level of performance in accordance with a planned schedule of surveillance.
Evaluation by periodic inspection is designed to inspect some, but not all of the products and services
being monitored.

4.1.2.1 Application

Specific contract requirements that are to be monitored are selected for evaluation prior to their scheduled
accomplishment. Periodic inspection differs from random sampling in the way in which samples are
selected — periodic inspection sample selection is based on some subjective rationale and sample sizes are
usually-arbitrariy-determinedwill vary. With this type of evaluation, the QAEs are able to direct efforts
to those areas where inspections are most needed, and the Contractor knows that those areas are more
likely to be monitored than others. Periodic inspection, as compared with random sampling, provides a
less sound statistical means of making comparisons between observed and overall performance, and the
Contractor’s overall level of performance. Periodic inspection is generally used in two ways. First, it can
provide a one-time subjective evaluation of Contractor performance. Second, it can be used to detect a
change in the Contractor’s level of performance (i.e., trend analysis). This method requires that the
sample selection criteria be well documented and consistently applied from period to period, and that
there are no other intervening factors. The cost of periodic inspections varies with the level of
inspections. Such latitude is important to manage limited resources and focus inspections on known or
suspected problems areas.

4.1.2.2 Performance Standards and AQLSs

Performance standards and AQLs are usually stated in terms of the number of defects detected per time
period (e.g., three times per month). There is no specific relationship between sample size and
performance standard/AQL. However, when the AQL is expressed as a percentage, it is recommended
that the maximum sample size be chosen such that one defect does not exceed the AQL. This requirement
does not apply to AQLSs that require 100% compliance.

4.1.2.3 Evaluation Procedures

The levels of evaluation appropriate for periodic inspection are judgmental. In order to perform trend
analysis from periodic inspection, criteria for sample selection should be applied consistently from period
to period. To ensure valid results, the QAEs will use periodic inspection evaluation sheets and follow a
detailed inspection schedule. Schedules may be developed monthly to coincide with the Contractor’s
monthly schedule of work, and regularly updated after receiving the Contractor’s definitive weekly
schedule. Observed defects for services monitored by periodic inspection will be totaled at the end of
each month. For each service, the total number of defects will be compared to the performance standard
and AQL.

4.1.3 Random Sampling

Random sampling evaluation is a quality assurance method designed to evaluate some, but not all, of a
specific contract requirement. This method, based on statistical principles, estimates the Contractor’s
overall level of performance for a given contract requirement based on a representative sample drawn
from a population. Random Sampling is most often used when the number of occurrences of a service is
very high.

4.1.3.1 Application

The random sampling procedures may be based on those set by the American National Standards Institute
(ANSI). The random sampling procedures should consider the AQL (maximum allowable deviation from
the performance standard), the level (intensity) of the evaluation effort, and the population size. There are
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two ways of applying random sampling for QA surveillance. The first is used only for performance
evaluation and allows deductions to be taken only for observed defects; the second is random sampling
for performance evaluation and deduction projection (also called extrapolated deductions), which allows
deductions against the whole population based on the inspection of the sample. To obtain valid results,
random sampling procedures must be followed precisely.

4.1.3.2 Performance Standards and AQLSs
Performance standards and AQLs may be specified as percentages or absolute numbers.
4.1.3.3 Evaluation Procedures

Random Sampling is based solely on a statistical analysis whereby a conclusion is drawn about a
population based on a randomly selected sample of that population. For the conclusion to be valid, the
sample selected must be representative of the population. A truly representative sample can be achieved
by ensuring that the sample is selected randomly and the size of the sample is sufficient. A conclusion
about Contractor performance can then be made based on the representative sample drawn.

4.1.4 Customer Feedback

Verified and validated customer feedback is a quality assurance method based on customer and
Contractor interaction. Customers continually receive the outputs of Contractor performance and are in a
position to evaluate the Contractor on a recurring basis. Because customers have a clear stake in the
quality of Contractor services they are a valuable resource for the QAEs and COR.

4.14.1 Application

Customers are made aware of contract requirements and monitor the services provided by the Contractor,
both positive and negative. \Where there is a case of poor performance or non-performance, customers
notify the QA Lead or QAEs. The QAEs then investigate the report and, if found to be valid, document
their findings. The numbers of complaints and resulting inspections depend upon customer awareness
and response. If the complaint is valid and caused by poor performance or non-performance by the
Contractor, the Contractor must take appropriate corrective action. A valid complaint is one in which the
QAE confirms that poor performance or non-performance violates contract requirements.

4.1.4.2 Customer Feedback Process

Upon contract award, the COR or CO will send correspondence to all or selected customer points-of-
contact. These letters will inform them of the need for their active participation in the overall Quality
Assurance Surveillance Program. The COR will also provide a Customer Feedback Record (sample found
in Appendix C) for the customer to use to either document performance problems or identify when
superior services are received.

The QAEs will validate the Customer Feedback Records submitted. It is primarily the responsibility of
the Contractor to investigate each complaint to determine the problem. While QAEs can also investigate
customer complaints, the responsibility for initial review shall remain with the Contractor. At the
discretion of the Government, the QAE will investigate problems from customer groups and complaints
involving major problems with services being provided.

The Contractor shall take action when a Customer Feedback Record is received. If a valid complaint
exists, the Contractor shall re-perform the product or service. The Contractor may use the complaint as
an indicator that the Quality Control Program needs improvement. Corrective actions shall be
implemented to prevent the recurrence of similar problems in the future or detect and fix such problems
before a product or service is delivered to a customer. If the customer complaint is found to be invalid,
the COR shall educate the customer regarding contract requirements as they pertain to the customer’s
expectations.
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4.1.4.3 Evaluation Procedure

The Contractor shall report verified and validated complaints each month, so the QAES may review the
submitted complaints and formulate action items if necessary. Trend analysis may be used to test for
variations in the number of complaints received each month and identify changes in Contractor
performance.

4.2  Analysis and Results

When the inspections and customer feedback record validations have been completed, the QAEs will
perform an analysis of the Contractor’s performance. The analysis may also be performed by
independent/oversight groups with subject matter knowledge in the respective field. The purpose of the
analysis is to ensure that DOE is receiving high-quality products and services from the Contractor. QAES
will review the results of the Contractor rating, and characterize the Contractor’s overall performance.
Analysis of all types of contract monitoring will result in one of the following outcomes: satisfactory
performance, marginal performance, or unsatisfactory performance.

The surveillance frequency listed in the PRS (see Appendix A) represents the frequency the surveillance
may, but necessarily, be performed. Surveillance frequency may be increased or decreased at the
discretion of the Government with, or without, notice to the Contractor.

4.2.1 Satisfactory Performance

When the Contractors performance is satisfactory, the performance meets acceptable quality levels and
deficiencies are correctable without adverse impact to mission accomplishment or customer activities.
Strengths and weaknesses in performance are on balance where any deficiencies are identified and
corrected immediately by the Contractor.

4.2.2  Marginal Performance

Performance meets some but does not meet all contractual requirements. The contractual performance of
the task and sub-task being assessed reflect a potential serious problem for which the contractor has not
yet identified corrective actions. The Contractor’s proposed actions appear only marginally effective or
were not fully implemented.

4.2.3 Unsatisfactory Performance

When the performance for any service does not meet the AQL, the Contractor’s performance is
unsatisfactory, and is therefore unacceptable. The following responses are available to the COR
regarding that task/subtask:

e The CO and/or COR meet with the Contractor to discuss discrepancies, trends, complaints, and
intended corrective measures;

e The level of surveillance is increased until the Contractor demonstrates acceptable performance
over a period of time;

e The COR issues a contract discrepancy report for each service that does not meet its AQL;

o Should deficiencies be significant and affect multiple requirements, CO action such as a ‘Cure’
notice may be appropriate.

SECTION 5: REFERENCES

DE-SOL-0006383, -Paducah Infrastructure Support Services
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APPENDIX A:
PERFORMANCE REQUIREMENTS SUMMARY

A-1




U.S. Department of Energy Quality Assurance Surveillance Plan

The performance standards and AQLS in the twenty- (2019) tables below will be used to measure the
performance of the Contractor. The twenty-nineteen (2019) tables are applicable to CLINSs, ELINs and

the functional areas of the PWS-{sections-3-1-through-3-11):
1. CLIN001; C.3.1, Contract Transition

ELIN *A101; C.3.2, Radiological Site Services for Others

ELIN *A102; C.3.4.2, Telecommunications and Radio Communications
ELIN *A103; C.3.4.3, IT Support and Services

ELIN *A104; C.3.5.1, Property Management Services

ELIN *A105; C.3.5.3, Maintenance of Buildings, Structures, Installed Equipment, and
Furnishings

ELIN *A106; C.3.5.4, Custodial Maintenance and Sanitary Waste Disposal
ELIN *A107; C.3.5.5, Grounds Maintenance

ELIN *A108; C.3.5.6, Paved, Gravel and Earth Roads, and Yards

10. ELIN *A109; C.3.5.7, Snow and Ice Prevention/Removal

11. ELIN *A110; C.3.5.8, Railroad System Maintenance and Repair

12. ELIN *A111; C.3.5.9, Pest Control Services

13. ELIN *A112; C.3.6, Records Management and Document Control

14. ELIN *A113; C.3.7, Mail Services

*

S e

~

16:15. ELIN *A115; C.3.9, Training Services
17-16. ELIN *A116; C.3.10, On-Site Fuel Station
18:17. ELIN *A201; C.3.3, Safeguards and Security
19:18. ELIN *A202; C.3.4.1, Cyber Security

20:19. CLIN 002; C.3.12, Contract Closeout

*The ELIN will vary depending on which contract period the contractor is currently in. For example,
A101 through A202 is for the base period of the contract. For any subsequent option period, the ELIN for
that contract period will be used.

QAEs will monitor Contractor performance using the guidelines in Section 4 above, together with the
PRS tables below, and the PWS sections referred to in the PRS. The PRS includes performance standards
and AQLs for selected PWS sections that are intended to be representative of the entire PWS. In the
process of monitoring Contractor performance, the QAEs and the COR may improve the PRS by
developing changes to the standards and AQLs or by developing standards and AQLs for different PWS
sections. Such changes to the PRS will be documented and shared with the Contractor.

These measurements will also apply to all provisions in the contract. Contractor performance results may
be posted to an internal DOE website. The Contractor shall be required to comply with all terms and
provisions of the contract, including the PWS and Technical Exhibits (TE).

Per the Fixed Price Inspection of Services clause (FAR 52.246-4), the Government may reduce the
contract price to reflect the reduced value of the services performed. The specific deductions identified
within Appendix A reflect the intended impact to Contractor payments, but additional deductions may be
taken from Contractor payments if warranted by significant defects in services provided.
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The tables in Appendix A cover firm-fixed-price work included under Section C.3.0 of the PWS.
Additional deliverables are included under Section C.2.0 of the PWS, Management and Administration.
In accordance with the Fixed Price Inspection of Services Clause, the Government may also reduce the
contract price to reflect the reduced value of services performed for deliverables under Section C.2.0, and
the contract price reduction will be commensurate with the reduced value of services.

In addition, the tables in Appendix A include a number of deliverables and official submittals, including
Contractor programs, plans, policies and procedures. All required deliverables must be sufficiently
complete, accurate, concise, and satisfactory. This specifically includes (but is not limited to) deliverables
requiring approval by DOE.

The Minimum Acceptable Quality Levels (AQLS) included within Appendix A are based on the
surveillance frequency.
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1. Contract Transition (C.3.1)
The following table provides the performance standards, AQLs and surveillance methods pertaining to Contract Transition. Surveillances are
anticipated to be conducted by QAEs on a scheduled basis. If the Performance Standard is not applicable at the time of surveillance, the inspection
report will note “N/A” with QAE explanation.

Table 1: Contract Transition Performance Standards, AQLs, and Surveillance

Minimum . . .
. . Deduction_(Impact on
PWS Requirement Performance Standard Acceptable Quality Sunveillance (Imp Surveillance
Section Level (AQL) Method Contractor Payments) Frequency
For documents requiring DOE approval, the schedule
shall allow for the submission of a draft document to
DOE for review and comment, and a final document
For DOE approval, tFhe Contractor mustshall for DOE app_rova_l - For documents req_mrl_n 9 approval Deliverable provided $ 500.00 for gach Single
- . . from an outside (i.e., non-DOE) organization, the X business day deliverable .
submit a Deliverable Schedule—and-obtain DOE i per schedule and is 100% . surveillance
c21 X - - schedule shall allow for the submission of a draft X X is past the due date or X
approval . technically accurate Inspection . review of
within 105 calendar days after NTP document for DOE review and comment, the and complete not technically accurate deliverable
- 4 ’ submission of a draft document addressing DOE plete. and complete.
comments to the outside organization for review and
comment, and a final document for approval by the
outside organization.
For DOE approval, tFhe Contractor mustshall Deliverable provided $500.00 for each Single
submit a Worker Safety and Health Program The Worker-Safety-and-Health-ProgramWSHP is per the Deliverable 100% business day deliverable surveiﬁance
c221 Program (WSHP) with-minimal-changes-required | compliant with the requirements of 10 Code of Schedule in C.2.1 and |nspection is past the due date or review of
and-attain-DOE-approval-within 40 60-calendar Federal Regulations (CFR) § 851. is technically accurate P not technically accurate .
deliverable
days after NTP. and complete. and complete.
For DOE approval, tFhe Contractor mustshall - . . . . Deliverable prowded .$500'00 forgach Single
submit a Radiation Protection Proaram with The Radiation Protection Program is compliant with per the Deliverable 100% business day deliverable surveillance
*C.222 - . 9 the requirements of 10 CFR 8§ 835 and DOE Order Schedule in C.2.1 and ; is past the due date or -
mmaLeh_angeHeqwedrandra&aanE (0O) 458.1. is technically accurate Inspection not technically accurate re\_/lew of
appreval-within 460 calendar days after NTP. and complete. and complete. deliverable
For DOE approval, tFhe Contractor shallmust Deliverable provided $500.00 for each .
submit an Environmental Radiological Protection per the Deliverable business day deliverable Single
X . . .| The Environmental Radiological Protection Program . 100% N surveillance
C222 Program with-irimakekangesreguiredaneatalr | . X . Schedule in C.2.1 and X is past the due date or X
o is compliant with the requirements -of -DOE O 458.1. | . . Inspection . review of
DOE-approval within 4060 calendar days after is technically accurate not technically accurate deliverable

NTP.

and complete.

and complete.
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Minimum .
i Deduction_(Impact on i
PV\./S Requirement Performance Standard Acceptable Quality St e (Imp Surellnes
Section Level (AQL) Method Contractor Payments) Frequency
For DOE approval, tFhe Contractor rustshall Deliverable provided $500.00 for each single
submit an Integrated Safety Management System | The Integrated Safety Management System per the Deliverable 100% business day deliverable surveiﬁance
c223 Description with-minimal-changesrequired-ane Description is compliant with the requirements of Schedule in C.2.1 and |nspection is past the due date or review of
attain-DOE-approval-within 4060 calendar days DEAR 970.5223-1 and DOE G 450.4-1C. is technically accurate P not technically accurate .
deliverable
after NTP. and complete. and complete.
For DOE approval, tFhe Contractor must-shall Dilr“;;reag; |pvr ;\:t;jleed busiiigs(.)gf fggl?sz?able Single
submit a Quality Assurance Program with The Quality Assurance Program is compliant with the P . 100% . Y surveillance
C224 . . . . Schedule in C.2.1 and . is past the due date or X
requirements EM-QA-001. is technically accurate Inspection not technically accurate review of
approval-within 30 calendar days after NTP. and complete. and complete. deliverable
For DOE approval, tFhe Contractor must-shall . . Deliverable prOV|ded .55500'00 for c?ach Single
submit a Quality Assurance Implementation Plan The Quality Assurance Implementation Plan per the Deliverable 100% business day deliverable surveillance
C224 . o . P R describes how the requirements of the QAP are Schedule in C.2.1 and Inspect?on is past the due date or review of
approvabwithin 30 calendar days after NTP. flowed down to lower tier organizations. is technically accurate not technically accurate deliverable
and complete. and complete.
Deliverable provided $500.00 for each single
For DOE aApproval, tFhe Contractor rmust-shall . . . per the Deliverable business day deliverable ‘g
- The Contractor Assurance System is compliant with . 100% y surveillance
C.225 submit a Contractor Assurance System —to-DOE . Schedule in C.2.1 and X is past the due date or X
- the requirements of DOE O 226.1B. X R Inspection . review of
within 4060 calendar days after NTP. is technically accurate not technically accurate .
deliverable
and complete. and complete.
For DOE informationapproval, Fer-the-assigned
facilities listed in Attachment J-8.C.3.0, tThe Deliverable provided $500.00 for each single
Contractor must-shall ssubmit a Building/Project | The Centractor-Assurance-SystemBuilding/Project per the Deliverable 100% business day deliverable surveiﬁance
C226 Emergency Contingency Plan; (for the assigned Emergency Contingency Plan is compliant with the Schedule in C.2.1 and Ins ect;)on is past the due date or review of
facilities listed in Attachment J-8.C.3.0)-te-BOE; | requirements of DOE O 151.1C. is technically accurate P not technically accurate deliverable

within 4060 calendar days after NTP. for-assigned

and complete.

and complete.
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Minimum .
i Deduction_(Impact on i
PV\./S Requirement Performance Standard Acceptable Quality St e (Imp Surellnes
Section Level (AQL) Method Contractor Payments) Frequency
For DOE information, FFertheassignedfacilities
. . £:30-the Contractor Deliverable provided $500.00 for each
must-sushall submit facility specific Emergency p . ’ X Single
. ) . per the Deliverable business day deliverable .
C226 Plan Implementing Procedures; (for the assigned The Emergency Plan Implementing Procedures are Sehedule in C.2.1 and 100% is past the due dae or surveillance
T facilities listed in Attachment J-8.C.3.0) toDOE-; | compliant with the requirements of DOE O 151.1C. ; R - Inspection P . review of
N . . - is technically accurate not technically accurate deliverable
sttt eb e paeniodb e Lo ROE
approval-within 4060 calendar days after NTP.-for and complete. and complete.
For DOE approval, Fthe Contractor must-shall
submit a Hazard Survey for Infrastructure Deliverable provided $500.00 for each single
Ffacilities/Aactivities (for the assigned facilities The Hazard Survey(s) for Infrastructure per the Deliverable 100% business day deliverable surveiﬁance
C226 listed in Attachment J-8.C.3.0) with-rrinimat facilities/activities is/are compliant with the Schedule in C.2.1 and 5 is past the due date or X
] - - . : A Inspection . review of
changes-reguired-and-attain DOE-approvalwithin | requirements of DOE O 151.1C. is technically accurate not technically accurate deliverable
4060 calendar days after NTP. for-assigned and complete. and complete.
ror DOE approval, t shall . .
Eor D.OE approval, tThe Coptractor st shall Deliverable provided $500.00 for each .
submit an Emergency Planning Hazard . : . X Single
. A The Emergency Planning Hazard Assessment for per the Deliverable business day deliverable .
Assessment to-DOE (for the assigned facilities e AT . . 100% . surveillance
C2.26 R X e Infrastructure facilities/activities is/are compliant Schedule in C.2.1 and . is past the due date or X
listed in Attachment J-8.C.3.0) within 4060 X ) X . Inspection . review of
. . with the requirements of DOE O 151.1C. is technically accurate not technically accurate .
calendar days after NTP. for-assigned-facilities deliverable
. R and complete. and complete.
Eor D.OE mformaFlon tI.h.e Contra.cFor shall Deliverable provided $500.00 for each .
submit Paducah Site/Facility-Specific Emergency . : . : Single
. X The Emergency Planning Hazard Assessment for per the Deliverable business day deliverable .
Action Levels -to-BOE-(wfor the assigned L . R . 100% . surveillance
C2.26 I X . Infrastructure facilities/activities is/are compliant Schedule in C.2.1 and X is past the due date or X
facilities listed in Attachment J-8.C.3.0) within 30 . R X . Inspection . review of
- . with the requirements of DOE O 151.1C. is technically accurate not technically accurate .
calendar days after NTP. for-assigned-facilities deliverable
. . and complete. and complete.
For DOE information, the Contractor mustshall Deliverable provided $500.00 for each Single
submit Emergency Management Readiness The Emergency Management Readiness Assurance per the Deliverable 100% business day deliverable suriveillance
C2.2.6 Assurance program (for the assigned facilities program for Infrastructure facilities/activities is/are Schedule in C.2.1 and Insiect?on is past the due date or 7review of
listed in Attachment J-8.C.3.0) within 40 calendar | compliant with the requirements of DOE O 151.1C. is technically accurate Anspection not technically accurate dieliverable

days after NTP.

and complete.

and complete.
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Minimum .
i Deduction_(Impact on i
PV\./S Requirement Performance Standard Acceptable Quality St e (Imp Surellnes
Section Level (AQL) Method Contractor Payments) Frequency
For DOE approval, tFhe Contractor mustshall Dﬂ:‘;ﬁ;aglsl i?/rzr\e/altjjlzd busi?\se(s)gg: fgle’zl?jzrable Single
submit a Waste Management Plan with-minimal The Waste Management Plan is compliant with the P . 100% . Y surveillance
C.2.2.10 R R . X Schedule in C.2.1 and . is past the due date or X
changes-required-and-attain DOE-approval-within | requirements of DOE O 435.1. X . Inspection . review of
is technically accurate not technically accurate .
4060 calendar days after NTP. deliverable
and complete. and complete.
For DOE approval, tFhe Contractor must-shall . . . . . Deliverable Prowded .$500'00 for gach Single
submit a Pollution Prevention Plan wi -~ The Pollution Prevention Plan is compliant with the per the Deliverable 100% business day deliverable surveillance
C.2.2.10 - . e requirements of Executive Order 13423 and Schedule in C.2.1 and ! is past the due date or X
changes-reguired-and-attain DOE-approval-within . X . Inspection . review of
Executive Order 13514. is technically accurate not technically accurate .
4060 calendar days after NTP. deliverable
and complete. and complete.
Key personnel identified in Section H.26 -shall be | Key personnel identified are onsite during transition Key personnel c_)nsnte 100% $500.00 for each Monthly unil
f . . X 4 90% of working X absence above the AQL, end of
C31 onsite during the transition period. period. . Inspection . .
business days. each business day. Transition
. . e Deliverable provided .
For DOE approval, tFhe Contractor mustshall The Transition Plan includes a description of all : Single
- " . . S . per the Deliverable $500.00 for each .
submits a Transition Plan with-minimal-changes activities necessary to execute all sections of the . 100% . X surveillance
C3.1 X X . o . L Schedule in C.2.1 and X business day deliverable X
required and attain DOE acceptance within 15 Contract, a listing of involved organizations, and a X R Inspection . review of
is technically accurate is past due date. .
calendar days after NTP. schedule. deliverable
and complete.
. - Deliverable provided
yntil e contracttransmo.n Is Fhecomplete, the ‘the - . per the Deliverable $500.00 for each Monthly until
Contractor shallmust provides weekly Transition | The weekly Transition Status Report includes all . 100% X X
c31 R o s . Schedule in C.2.1 and X business day deliverable end of
Status Reports to DOE. until-ContractFransition | activities necessary to execute a successful transition. | . R Inspection . .
X is technically accurate is past due date. Transition
: and complete.
Deliverable provided
:
The Contractor shall complete all transition All activities complete resulting in successful is-technically-aceurate 100% $cl;|0:]%g?;§r f:;? Following
c31 activities resulting in a successful transition within . P . 9 and-complete-100%; y . y*. . successful
. transition 60 days following NTP. - Inspection completion of transition L
contractual time frames. Successful completion is delayed transition

of transition activities
within 60 days
following NTP.
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Minimum .
i Deduction_(Impact on i
PV\./S Requirement Performance Standard Acceptable Quality St e (Imp Surellnes
Section Level (AQL) Method Contractor Payments) Frequency
For DOE approval, tFhe Contractor shall submit a Dﬂ:‘;ﬁ;aglsl i?/rzr\e/altjjlzd busi?\se(s)gg: fgle’zl?jzrable Single
C3312 Site Security Plan with-minimal-changesrequired | The Siteystem Security Plan is compliant with the Sshedule inC.2.1 and 100% is past dueydate of nat surveillance
R and-attain-DOE-approval-within 4060 calendar requirements of DOE O 470.4B. ) ) - Inspection pax review of
is technically accurate technically accurate and .
days after NTP. deliverable
and complete. complete.
For DOE approval, t¥Fhe Contractor shall submit Dilr“;;reag; |pvr ;\:t;jleed busiigggao fggl?\?(e:?able Single
a System Security Plan with-minimal-changes The System Security Plan is compliant with the P . 100% . Y surveillance
C3413 X Schedule in C.2.1 and X is past due date or not X
required-and-attain- DOE-approval-within 4060 requirements of DOE O 205.1B. X . Inspection . review of
is technically accurate technically accurate and .
calendar days after NTP. deliverable
and complete. complete.
For DOE approval, tFhe Contractor must submit a Deelrl\;(:];aglzl |pvr :r\;lbdlzd busi?igggf fggle}\zjzrable Single
C3543 Space Cleaning Plan with-minimal-changes The Space Cleaning Plan incorporates appropriate Sghedule inC.2.1 and 100% is nast dueydate or ot surveillance
R required-and-attain-DOE-approval-within 60 sections of Attachment J-8.C.3.5.4b. X . - Inspection P . review of
is technically accurate technically accurate and .
calendar days after NTP. deliverable
and complete. complete.
For DOE approval, tFhe Contractor shall submit a Dﬂxz;agl:l |pvr :r\g;jlid busiseggé): fggl?\é;z:]able Single
Mowing Plan with-minimal-changes-required-and | The Mowing Plan includes a mowing map and annual P . 100% . Y surveillance
C.3554 Schedule in C.2.1 and X is past due date or not X
attain DOE-appreval-within 60 calendar days after | schedule. X R Inspection . review of
is technically accurate technically accurate and .
NTP. deliverable
and complete. complete.
For DOE approval, tFhe Contractor shall submit a Deelr“;f];ag; ﬁlr é)r\:tsjleed busi?:zggg: fgerzlei\[jzlsable Single
Snow and Ice Removal Plan with-minimal The Snow and Ice Removal Plan includes all required P . 100% X Y surveillance
C.35.73 . o Schedule in C.2.1 and X is past due date or not X
changes-required-and-attain- DOE-approval-within | information in C.3.5.7.3. ) ) Inspection . review of
is technically accurate technically accurate and .
60 calendar days after NTP. deliverable
and complete. complete.
For DOE approval, tFhe Contractor shall submit Dix;;ag; i?/reor\zl;t;jlzd busi?\se(s);)g: fggl?\zjz:]able Single
an Active Railroad Track Service Schedule with The Active Railroad Track Service Schedule includes P . 100% . Y surveillance
C.35832 . . K L Lo Schedule in C.2.1 and . is past due date or not X
SHPEIR-eaanges et t-and-caia-DOE all required information in C.3.5.8.3.2. is technically accurate Inspection technically accurate and review of
approval-within 30 calendar days after NTP. and complete. complete. deliverable
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Minimum .
i Deduction_(Impact on i
PV\./S Requirement Performance Standard Acceptable Quality St e (Imp Surellnes
Section Level (AQL) Method Contractor Payments) Frequency
. Deliverable provided 500.00 for each .
For DOE approval, tFhe Contractor shall submit p $ X Single
. L . . . per the Deliverable business day deliverable .
Ttraining Ceourse Ceontent and Ttraining The deliverable includes all Ttraining Ceourse . 100% . surveillance
C.3.9.2 I Schedule in C.2.1 and . is past due date or not X
Sschedule dute-to-DOE-for-approval-within 60 Ceontent and Sschedule. X . Inspection . review of
is technically accurate technically accurate and .
calendar days after NTP. deliverable
and complete. complete.

* EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for deliverable of a Radiation Protection Program
in Section C.2.2.2 will be evaluated as follows: The deliverable shall be submitted for ard-approvaled by the government within eatendar40 calendaré9 days afteref NTP
and must be compliant with 10 CFR § 835 and DOE O 458.1. If these requirements are not met, then a $500 deduction for each business day the deliverable is past its due
date shall be applied to the Contractor payment. If the deliverable is deemed not accurate or complete by the government, a $500 deduction for each day (after the

Government deems the deliverable not accurate or complete) shall be applied to the Contractor payment (until resubmittal of the deliverable)-.
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2. Radiological Site Services for Others (C.3.2)

The following table provides the performance standards, AQLs and surveillance methods pertaining to Radiological Site Services for Others.

Table 2: Radiological Site Services Fransitien-Performance Standards, AQLs, and Surveillance

N Deduction
PWS Requirement Performance Standard Acceptable Quality BV IETiE (lipac e B LENIES
Section Method Contractor Frequency*
Level (AQL)
Payments)
95% of
instrumentation
The Contractor completes calibration, maintenance, and | The radiological instrumentation inventory properly maintained periodic and
repairs of personnel and environmental radiological provided in Section J, Attachment J- and er-no more than . 5% of applicable
C3.22 - . . . . : . . . Random Inspection, Monthly
monitoring and surveying equipment assigned to other | 8.C.3.2.2 is calibrated in accordance with of two valid customer Customer Feedback ELIN
site contractors. 10 CFR § 835 and DOE O 458.1. complaints
concerning equipment
maintenance.
Computerized Maintenance Management System 95% of
(CMMS) or other approved-systemapproved An approved electronic system is used to instrumentation Periodic and $500.00 for each
**C.3.2.2 | utilizedsystem utilized to schedule and document schedule and document completion of all maintenance records : deficiency above Monthl
nETES . . R - o L A Random Inspection y
calibration, maintenance, and repairs of radiological maintenance and calibration activities. are maintained in the AQL.
equipment. CMMS,
The Contractor shall develop, maintain, and execute de,;ligigliri‘:sui]ggnt;ﬁ?e d
and internal and external bioassay program. The The bioassay program meets the Periodic and .
S X . . ona DOELAP . 10% of applicable
C323 Contractor shall provide bioassays and baseline requirements of DOELAP and be compliant Random Inspection, Monthl
. > . assessment and e¥-no ELIN y
bioassays as needed by DOE, its contractors, and with -10 CFR § 835 Subpart E. more than two valid Customer Feedback
subcontractors. customer complaints.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for CMMS to be used for scheduling and
documenting calibration, maintenance and repairs of radiological equipment in Section C.3.2.2 will be evaluated as follows: The Contractors CMMS program will be
periodically and randomly inspected by QAEs identified by the government. 95% of inspected records for these instruments shall be located in CMMS. If the quantity of
records located in CMMS does not meet or exceed 95%, a $500 deduction for each record below the 95% level shall be applied to the Contractor payment.
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3. Telecommunications and Radio Communications (C.3.4.2)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to Telecommunications and Radio
Communications.

Table 3: Telecommunications and Radio Communications Performance Standards, AQLs, and Surveillance

Minimum . Deduction (Impact .
SZXXS . Requirement Performance Standard Acceptable Quality Su’:'/lv:tlﬁ]lggce on Contractor iﬁgvilllgg;f
Level (AQL) Payments) a
_ 10% of applicable
T_he Contractor sr]all Operate and maintain _the Paducah The Paducah site telecommunications . S ELIN and $5,000.00
C342 site 'telephone swntc_hlng syste;m, tran_s mission system is available 24 hours per day, 7 days Two |nterrgptlons n Observation per day out of Monthly
R equipment, and ancillary equipment in a serviceable K ! service. ice ab h
condition per week. service above the
. AQL
The Contractor shall provide voice mail operations to $500.00 for each
DOE and site contractors. This includes management The Contractor’s Monthly Progress Report Deliverable contains buéiness da Monthly
C.3.421 | andadministration for multiple customers. The as required by Section C.2.4.1 includes all 100% of requested 100% Inspection deliverable is yast deliverable
o contractor shall submit a detailed report of voicemail described information. information. due date P review
usage (mailboxes, used space, free space). :
The Contractor shall maintain the FCC radio frequency 10% of applicable
license, tower, transmission, and radio The radio system is operational 24 hours per | Two interruptions in ELIN and $5,000.00
**C.3.4.2.4 | repair/replacement services. This includes managing Y: P P nerrupt Observation per day out of Monthl
-5.4.2.4 : S ) . I day, 7 days per week. radio service. : y
radio services, including radio spectrum licensing and service above the
design. AQL
Th‘:‘ _Con_tractor ghall provydg reliable electronic . The electronic notification system is . Periodic and 15% of applicable
notification service to individual personnel associated y 100% operational .
C3.4.25 | with the Paducah Gaseous Diffusion Plant (PGDP) operational 24 hours per day, 7 days per with no interruptions Random Inspection, ELIN Monthly
g week. = | Customer Feedback
emergency response organizations.
PR
The Contractor shall perform maintenance and repair of | The Contractor makes repairs to arggsgr?tfi Eﬁﬁfﬁfgre Periodic and 5% of applicable
C.3.42.7 | allinstalled data’communication lines up to and data/communication lines within a than two valid Random Inspection, ELIN Monthly
including the end user receptacle. reasonable timeframe. customer complaints, Customer Feedback
Deliverable provided %&?Ch Single
For DOE approval, the Contractor shall submit a h . ority List includes all per the Deliverable d ITY —Iql—
Restoration Priority List within 120 calendar days after The _Restgratlon P'nor_l List includes a Schedule in C.2.1 and 100% Inspection Qeliverable is past survettance
34210 NTP required information in C.3.4.2.10. is technically accurate due date or not review of
technically accurate deliverable
and complete. and complete.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to provide the FCC radio
frequency license, tower, transmission, and radio repair/replacement services in Section C.3.4.2 will be evaluated as follows: The radio system is required to be
operational 24 hours per day, 7 days per week. The AQL is two interruptions of service per month. If the radio service has more than two interruptions per month, 10% of
the applicable ELIN will be deducted from Contractor payment and an additional $5,000 per day of lost service will be deducted from the Contractor payment.
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4. 1T Support and Services (C.3.4.3)

The following table provides the performance standards, AQLs and surveillance methods pertaining to Information Technology (IT) Support and

Services.

Table 4: 1T Support and Services Performance Standards, AQLSs, and Surveillance

- Deduction
PWS Section Requirement Performance Standard Acce’\/gl::r;l:)naalit Suee it (mpEgian SRl I
q stel (AQL) Y Method Contractor Frequency*
Payments)
oo Cotctor et bl ek | e Convstr s s s Tk | Dl rovie Lokt ot | Moy
**C.3.4.3.2.10 P V! PPl Report as part of the Monthly Progress per sC Deliverables review o of app deliverable
are responded to and properly resolved-within-the L y technically accurate ELIN :
. . e 1 Report required in Section C.2.4.1. review
st e i ed A b 1 € 0 L and complete.
The Contractor shall provide, for DOE and ETS The‘ contractor submits a detailed report of Deliverable provided
contractor, equipment and services to ensure copter, pzlnter and scannehrl page and fth per schedule and is liverabl . 5% of applicable dl\f_onthlgll
C343.11 . P h ; consumables usage monthly as part of the : Deliverables review eliverable
continuous copier, printer, and scanner operations for Monthly Progress Report required in Section technically accurate ELIN review
identified facilities. C241 and complete.
The Contractor sh_all provide appllgqtlon portfolio The contractor submits a t_jetalled report of Deliverable prowd_ed 5% of applicable Monthly
management services to ensure efficient and site software and system licenses as part of per schedule and is Deliverables review deliverable
C343211 appropriate utilization of applications required the Monthly Progress Report required in technically accurate ELIN review
licenses. Section C.2.4.1. and complete.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to operate the help desk in
| Section C.3.4.3.2.10 will be evaluated as follows: The Contractor is required to submit a monthly Helpdesk Ticket Report. The AQL is the deliverable is on-time and
contains all of the required information. If the report doesn’t contain the required information, 10% of the applicable ELIN will be deducted from the Contractor payment.
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5. Property Management Services (C.3.5.1)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to Property Management Services.

Table 5: Property Management Services Performance Standards, AQLs, and Surveillance

A Deduction
. . AT 5 Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard Acceptable Quality Method c E
Level (AQL) etho ontractor requency*
Payments)
No more than one Inspection
o The Contractor shall provide intra-site/inter-office The Contractor provides office relocation valid customer pection, 5% of applicable
C351.12 relocation of Paducah site personnel services in a timely manner complaint with Observation, Monthly
’ ’ " - Customer Feedback ELIN
relocation services.
C35113 IQr?trca(c)tn ot:gztto trhseh;g d%%(;ﬁjlsr}?;et;v:::igg?; EI’%EI nout Site data is inputted to the FIMS database 95% of required data Periodic and 5% of applicable
""" P in accordance with DOE O 430.1B. is input to FIMS. Random Inspection ELIN Monthly
data to the FIMS database.
Annual Ten Year Site Plan (TYSP) drafted in . . - Deliverable provided o . Annual
C35.1.14 accordance with annual guidance, submitted to and The TYSP is drafted in accordance with is technically accurate | Deliverables review 10% of applicable deliverable
. DOE O 430.1B. ELIN .
approved by EM Headquarters as required. and complete. review
The Contractor shall coordinate and provide Property is excessed or disposed in 100% property
disposition support for Government owned personal perty . P excessed or disposed Periodic and 5% of applicable
C35.12 : . accordance with DOE O 580.1A and DOE : - } Monthl
property determined to be excess for all PGDP site 04581 of in accordance with [ Random Inspection y
i .1 . ELIN
contractors and DOE operations. applicable orders.
Contractor shall coordinate site-wide statistical usage
tracking and reporting on General Services
Administration (GSA) leased and DOE-owned
equipment; Pick-up, transportation and return of GSA o -
vehicles to/from a GSA approved vendor for h ides listed fI 100% stgtlst(ljcal :]Jsagfe
maintenance and repairs; Notification and The Contractor provides listed fleet . reported an 95% 0 Periodic and 5% of applicable
€3513 coordination of required'maintenance 10 GSA vehicle | Management services for vehicles listed in vehicles current on Random Inspection Monthly
lessee (e.g., other site contractors and DOE); and Section J, Attachment J-8.C.3.5.1.3. mamtenapce and ELIN
o e repairs.
access and use of a maintained and operable vehicle
(i.e., Asset ID E112427 as shown in Section J,
Attachment J-3, Paducah Infrastructure Accountable
Property List).

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to provide office relocation
for Paducah site personnel in Section C.3.5.1.1.2 will be evaluated as follows: The Contractor is required to provide office relocation services in a timely manner. The
Contractor or QAEs may receive customer complaints on the Contractor performance. The AQL is one valid customer complaint per month. If the Contractor or QAEs
identify more than one valid customer complaint, 5% of the applicable ELIN will be deducted from the Contractor payment.
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6. Maintenance of Buildings, Structures, Installed Equipment, and Furnishings (C.3.5.3)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to Maintenance of Buildings, Structures,
Installed Equipment, and Furnishings.

Table 6: Maintenance of Buildings, Structures, Installed Equipment, and Furnishings Performance Standards, AQLs, and Surveillance

- Deduction
P Requirement Performance Standard AcceMtl;bIEL(]")TJali Sl (et an Surllkliee
Section q Lgvel (AQL) ty Method Contractor Frequency*
Payments)
The Contractor shall provide new or factory
reconditioned parts and components when providing
; N L 100% of parts and
maintenance, repair, and minor improvements._If such . - - $500.00 for each
C3531 parts and/or components are no longer produced -or égor:g;;fﬁ&nczﬁgt;ﬁgliz;seo?;‘msr factory compgp::;ioa;re new Perlo?rl]csaggtisﬁndom deficiency-abeve Monthly
available, it is reasonable to presume that, with P p ’ ctory P the AQL:
refurbished.
Government approval, other means or other sources
could be utilized.
VTVT?tiﬁo?gzg?;s::!fn;;'fzc?: dzlljélgwgr?(cgjgims n Notification to building occupants occurs at No more than one Periodic and Random | $500.00 for each
**C.353.1 g in & o1 any sche ) least two (2) business days prior to the valid customer Inspection, Customer | deficiency above Monthl
+9-9.3. performed -in a facility that will tend to disrupt the disruption complaint Feedback the AQL y
conduct of normal business activities. ption. plaint. ’
The PM program is developed from
The Contractor _shall dev_elqp a comprehensive PM appllcablg orlgln_al equipment manufacturer 95% of P_M activities Periodic and Random | $500.00 for each
program for assigned buildings, structures, and manuals, inspection checklists, are derived from . e
35321 |t ‘ : it Inspection deficiency. Monthly
installed equipment. manufacturer’s standards, industry identified sources. ’
standards, and commercial guides.
Lo . . 95% of HVAC - .
The Contractor shall operate and maintain all HVAC | HVAC systems listed in Attachment J-8 are Periodic and Random | 5% of applicable
C35323 . o . o : systems are h Monthl
systems for assigned facilities. repaired within a reasonable timeframe. operational Inspection ELIN y
The Contractor shall operate and maintain the fueling y::eﬂrj:h:i?eftjl\civ”iltﬂ?r? Ialsrt:ad;érr]]gtlt:chmem I oF::e;;?ogn;?cglgg/ler Periodic and Random | 5% of applicable
C35.3.24 | facility on-site. > p P & 9970 Inspection ELIN Monthly
timeframe. the time.
i i i 0/
The Contractor shall operate and maintain active 2;2;:?223“%?:;”?9d;?ég)‘/;itte;;s :StEd in ?glfi)nOf g:s;iei?e?g Periodic and Random | 5% of applicable
C35.3.25 | gverhead and rolling door systems. : P g door sy: Inspection Monthly
reasonable timeframe. are operational. ELIN
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Minimum Deduction
PO Requirement Performance Standard Acceptable Quali S lEnige (mpacion AunelEnce
Section q stel (AQL) 1y Method Contractor Frequency*
Payments)
0,
The Contractor shall operate and maintain active Elevator systems listed in Attachment J-8 are 95% of elevator Periodic and Random | 5% of applicable
C35328 | elevator systems repaired within a reasonable timeframe systems are Inspection; Monthty
4 . P ’ operational. p ! ELIN
o - -
C35327 The Contractor shall operate and maintain active Refrigeration systems are repaired within a 95 A)S?/fsg::{;g;;athn Periodic and Random | 5% of applicable Monthl
..... f . - h on
refrigeration systems. reasonable timeframe. operational. Inspection ELIN y
- . I . o 95% of lighting - .
The Contractor shall perform re-lamping in occupied Lighting systems are repaired within a ' Periodic and Random | 5% of applicable
C35328 - P - fixtures are : Monthl
designated facilities. reasonable timeframe. : Inspection y
operational. ELIN
The Contractor shall perform architectural and traffic | Architectural and traffic signage are 95% of signage is - .
. N . P > N Periodic and Random | 5% of applicable
C.35.3.29 | signage maintenance, repair, replacement, and maintained in accordance with local, state, correctly posted and Inspection Monthly
alterations. and federal DOT directives and regulations. maintained. P ELIN
100% of security
. . Lo fence/gates properly
€353210 The Con_tractor shall perfor_m security fence and wire All gates/fences/_cages are malr_\talned_ maintained or Periodic and Random | 5% of applicable
9 cage maintenance and repairs for locations described | secure, and all hinges and locking devices adequately posted Inspection Monthly
in Attachment J-8. kept in good working order. quately p P ELIN
until repairs are
made.
100% of work .
C3:5321% e Contractor shall-perform LEVELH Service Orde OFkc arels PeHoFmec-ih-accoraance PeFORmeaH Level I service Monthly
sepeeardar
0 -
All inspections shall be performed in ex%mre
The Contractor shall maintain, inspect, test, and accordance with National Fire Prevention e Periodic and Random | $100.00 for each
C.35.3.2.12 . " P o " maintained " " Monthly
repair/replace all portable fire extinguishers. Association (NFPA) Code 10, “Standard for inspected. tested and Inspection deficiency
- P— D
Portable Fire Extinguishers. -
repaired/replaced.
100% of work 50% Inspection of
C3533 The Contractor shall perform LEVEL 11 Service Order | All work is performed in accordance with performed in Level Il service 10% of service Monthl
B work as defined in Section C.3.5.2. the service order. accordance with = orders order cost onthly
service order. D

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to notify the building

occupants in writing in advance of any scheduled work to be performed in a facility that will tend to disrupt the conduct of normal business activities in Section C.3.5.3.1
will be evaluated as follows: The Contractor is required to notify the building occupants in writing two days in advance of any scheduled work that would disrupt normal
business activities. The AQL is no more than one valid customer complaint per month. If the Contractor or QAEs identify more than one valid customer complaints, $500
for each additional complaint will be deducted from the Contractor payment.
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7. Custodial Maintenance and Sanitary Waste Disposal (C.3.5.4)

The following table provides the performance standards, AQLs and surveillance methods pertaining to Custodial Maintenance and Sanitary Waste
Disposal.

Table 7: Custodial Maintenance and Sanitary Waste Disposal Performance Standards, AQLs, and Surveillance

T - Deduction
PWS . . Surveillance (Impact on Surveillance
Section Requirement Performance Standard AccEptalbleA QLIl_ahty Method Contractor Frequency*
evel (AQL) Payments)
The Contractor shall purchase and use cleaning . . 90% of inspected Periodic and $5100.00 for each
C.3.5.4.2 | products containing recovered materials that are EPA- Clean_ln_g products are EPA_de5|gnated s products are properly | Random Inspection | deficiency above Monthly
: . - containing recovered materials. y
designated items to the greatest extent practicable. designated. the AQL.
The Contractor shall post warning signs and barricades Warning sians are nosted when hazards are 100% of inspected Periodic and $5200.00 for each
C.3.5.4.2 | inareas of floor care operations, as appropriate, to . 9519 p . areas contain Random Inspection | deficiency above Monthly
introduced by floor care operations. . .
ensure personnel safety. appropriate signs. the AQL.
100% of deviations
to the spaced
C3543 The Contractor shall report deviations from the space All deviations to the space cleaning plan are %&% 100% Inspection $500.00 for each Monthl
cleaning plan into the weekly maintenance report. reported in the weekly report. weekl o nsp deficiency. Y
report.inspectioned
areas-arefeports.
95% of inspected Periodic and o .
h . areas acceptable Random Inspection, 5% of applicable
C3543.1 The Contractqr shall perform space cleaning in The_ Contracto_r ensures the spaces are clean, andor no more than Customer Feedback ELIN Monthly
""" accordance with C.3.5.4.3.1. sanitary and sightly. e
two valid customer
complaints.
95% of inspected Periodic and 5% of applicable
The Contractor shall perform floor care in accordance Thc_e Co_ntractor ensures the flo_or care areas acceptable Random Inspection,
C35432 . maintains the floors clean, sanitary and ander no more than Customer Feedback ELIN Monthly
with C.3.5.4.3.2. . ;
sightly. two valid customer
complaints.
100% of work .
The C hall perform LEVEL 11 Service Order | All work is performed in accordance with th formed i 50% Inspection Of | 3 40y, ¢ o
**C.3.5.4.4 e Contractor shall perform ervice Order work is performed in accordance with the performed in Level 1 service b of service Monthly
work as defined in Section C.3.5.2. service order. accordance with orders order cost
service order.
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Deduction
Minimum ] (Impact on ]
PWS Section Requirement Performance Standard Acceptable Quality Sl iurvelllance
Level (AQL) Method Contractor requency*
Payments)
The Contractor services all break rooms to 95% of inspected Periodic and 50 of aonlicable
C35433 The Contractor shall perform break room area service | ensure they are clean, sanitary, sightly and areas ander no more | Random Inspection, o of app Monthl
""" in accordance with C.3.5.4.3.3. stocked with sufficient supplies, such as soap, than two valid Customer Feedback ELIN Y
paper towels, and similar items. customer complaints,
. 95% of inspected Periodic and o .
The Contractor shall perform restroom services in The Contractor services a! ! restrqoms to areas ander no more | Random Inspection, 5% of applicable
C35434 . ensure they are clean, sanitary, sightly and - Monthly
accordance with C.3.5.4.3.4. stocked with sufficient sunplies than two valid Customer Feedback ELIN
ppIies. customer complaints.
. . 95% of inspected Periodic and o .
C35435 gize é%?;?‘gfo ;;rtli?elllr b?lvr:sstzori]r?(l:tl)l.ljedifr?r z;gkggiggg of The Contractor disposes of up to ten (10) areas ander no more | Random Inspection, 5% of applicable Monthl
""" P Y ' g disp dumpsters at or around the PGDP. than two valid Customer Feedback ELIN Y
sanitary waste. "
customer complaints.
The Contractor separately collects and .
95% of inspected -
The Contractor shall perform waste collection | Manages recyclable and consumer hazardous | 2o no more Periodic and 5% of applicable
C.35435 d di li d ith C.3.5.4.35 waste generated by the Contractor from other than two valid Random Inspection, Monthly
and disposal In accordance with L.3.9.4.5.9. waste streams in accordance with the waste N Customer Feedback ELIN
N customer complaints.
minimization program.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to perform LEVEL Il
service order work in Section C.3.5.4.4 will be evaluated as follows: The Contractor is required to provide LEVEL Il service order work. The AQL is for all work to be
performed in accordance with the service order. A QAE will inspect a portion of the service order work. If it is determined the work was not performed in accordance with
the service, 10% of the service order cost will be deducted from the Contractor payment (until such time the Government determines the work is completed in accordance
with the service order).
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8. Grounds Maintenance (C.3.5.5)
| The following table provides the performance standards, AQLs and surveillance methods pertaining to Grounds Maintenance.

Table 8: Grounds Maintenance Performance Standards, AQLS, and Surveillance

N Deduction Surveillance
i k-
PWS Section Requirement Performance Standard Acceptable Quality SUeE it (s IRrEgEms)
Method Contractor
Level (AQL)
Payments)
The Contractor shall remove any trash, paper, or other
debris prior to mowing/cutting that detracts from the ; : : 95% of inspected Periodic and 52% of applicable
€35531 finished appearance of the area or present a safety Trash is removed prior to mowing areas. areas free of trash. Random Inspection ELIN Monthly
hazard.
The Contractor shall trim grass/vegetation around
utilities, fences, utility poles, lightning protection . o . . 95% of inspected - o .
| C.3.5.5.3.2 | poles, guy wires, sign posts, fire hydrants, buildings, (a)rgjuerfctis within the mowing zone are frimmed areas are properly Ranz‘f)rr;??:saggtion 52% Oéiﬁ)ﬁl“cable Monthly
| electrical structures, plastic and concrete jersey ’ trimmed. P
barriers, and parking lot bumpers.
The Contractor shall control the height of vegetation 95% of inspected
| C35533 to less than 36 inches in deep ditches where water Grass height is maintained less than 36 inches areas less tl?an 6 Periodic and 52% of applicable Monthl
""" regularly accumulates and it is impractical to enter tall. inches tall Random Inspection ELIN Y
with mowers. ’
The Contractor shall remove or blow off grass 95% of inspected
| C35534 clippings and leaves (not trash) deposited by the Clippings are properly removed following areasohave clpi ings Periodic and 52% of applicable Monthl
""" mowing operation from sidewalks, concrete porches, mowing activities. ronerl rem%?/e(? Random Inspection ELIN Y
building aprons, streets, etc. properly .
| The Contractor shall coordinate with the other site Mowing activities that may interfere with g‘b(;erp\?erg Iiheire]c?r:i Periodic and 5206 of anplicable
C.3.5.5.3.5 | contractors prior to the performance of work activities | other contractor activities are coordinated valid customer Random Inspection, = EL'IJIEI Monthly
’ that might impact their-its operations. appropriately. ; Customer Feedback
complaint.
. No more than one -
The Qontractor 5 hall prevent ;cilplnq HNEven Scalping and damage to trees and shrubs is observed defect or M. 2% of applicable
C.3.5.5.3.6 | mowing, or rutting by the equipment and shall take revented valid customer Random Inspection ELIN Monthl
care not to damage trees and shrubs. Preventec. T Customer Feedback I
complaint.
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Minimum Deduction
] . F Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard Accipe)\tlzlbz; g.lljllty Method Contractor Frequency*
Payments)
o -
The Contractor shall perform mowing/vegetation Vegetation is maintained to a height of 6 95% OT inspected Periodic and_ 5% of applicable
C.35.5.5.2 . . . locations meet Random Inspection Monthly
control in accordance with C.3.5.5.5.2.-1) ZONE I. inches or less. " ELIN
requirements,
. . Vegetation is maintained to a height of 12 95% of inspected Periodic and . .
**C.3.5.5.5.2 Igr?trco??;rzzt:%rrzzz::lep\fvrizﬁr? gn ; \év?%/\g)g;tgt,l\?g I inches or less for non-radiological areas and locations meet Random Inspection 5% ofEalx-plr’J\I‘lcable Monthly
""" | 36 inches or less for radiological areas. requirements.
Vegetation is maintained no less than every
. . 30 calendar days to maintain vegetation/grass 95% of inspected Periodic and o .
C.35552 Igﬁuco??::?c%rrggﬁlclep\fvriftﬁ? én 50 \év'sng/\_/g)g?gt:\?g m at a height of 18 inches or less for non- locations meet Random Inspection 5% oszEF;\Illcable Monthly
“““ " | radiological areas and 36 inches or less for requirements.
radiological areas.
. . Vegetation is maintained no less than every 95% of inspected Periodic and o .
C.35552 ;:Tr?trco(l)?;rz?c%rrcsjt;ﬁlclep\fvriftﬂr? ?:n g \glsng/vf)g;tgt’l\?g v 30 calendar days to maintain vegetation at a locations meet Random Inspection 5% ofEaLpﬁ\I‘lcable Monthly
""" B * | height of 18 inches or less. requirements.
o —
The Contractor shall perform mowing/vegetation Vegetation is maintained on a biannual basis 95% OT inspected Periodic and_ 5% of applicable
C.35552 . . locations meet Random Inspection Monthly
control in accordance with C.3.5.5.5.2.-5) ZONE V. | to prevent woody growth. . ELIN
requirements,
PR —
C3555.2 The Contractor shall perform mowing/vegetation Vegetation is maintained on an annual basis to glsofa[:{olr?ss?r?g;id Ranzgrﬁff:m(:saggion 5% of applicable Monthl
""" control in accordance with C.3.5.5.5.2.-5) ZONE VI. | prevent woody growth. . P ELIN Y
requirements.
Vegetation is maintained on the outside of the
fence to a height of twelve (12”) inches or less
to create a clearance of approximately fifty Periodic and
The Contractor shall perform mowing/vegetation (50°) feet from the exterior of the fence to the 95% of inspected Random Inspection 5% of aonlicable
C.355.5.2 | control in accordance with C.3.5.5.5.2.-5) ZONE surrounding tree line, subject to the locations meet 0 Elflr;\l Monthly
Vil.a. limitations of the terrain.Megetation-is requirements.
clearance of 50-feet-from-the exteriorof the
security fence.
The Corjtractor shall Qer_form mowing/vegetation Vegetation is controlled to a distance of 95% of inspected Periodic and' 50 of applicable
C.3.56.5.5.2 | control in accordance with C.3.5.5.5.2.-5) ZONE twenty (20°) feet either side of the fence to a locations meet Random Inspection —D_D—ELIN Monthly
VILb. height of twelve (12™) inches or less. requirements. I
The Contractor shall maintain a mowed, debris free, S . . o
C355523 and pest controlled (e.g. chiggers) pathway that lead ler\:\t’?t":' eadvzat; r;tsi(r)]r? :Sis ;?igft;e;t(;'e%e 2 g%ic/l;g;:zslzee?:"d Periodic and 5% of applicable Monthl
""" to National Emission Standards for Hazardous Air inches g g requirements Random Inspection ELIN Y
Pollutants (NESHAP) air monitors. : q -
The Contractor shall provide an access route and Maintained area is at least 10 foot radius 90% of inspected - o .
C.3.5,5.5.4 | mow around the groundwater wells based on the circle with a vegetation height not to exceed 4 locations meet Ranzzrrﬁ(f:saggﬂon 5% ofEaLpﬁ\I‘lcable Monthly
Remediation contractor’s sampling schedules. inches. requirements. P
- . 0. Shrubs are fertilized once the spring (prior to 90% of inspected Periodic and o .
C.35556 Shryl_)s and_hedges shall b? fertilized with a 23-10-5 June 1) and once in the fall (prior to October locations meet Random Inspection 52% of applicable Monthly
fertilizer mixture two (2) times a year. 15) requirements ELIN
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. Deduction
. . IR 5 Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard AccEg\Ezlb(ligllj_e)lllty Method e S Frequency*
Payments)
. 90% of inspected - o }
C3555.6 Shrubs and hedges in the Zone | Area(s) shall be Shrubs and hedges are pruned between May locations meet Periodic and_ 52% of applicable Monthly
""" pruned annually. 15 and October 15. . Random Inspection ELIN
requirements.
100% of work 50% Inspection of
The Contractor shall perform LEVEL Il Service All work is performed in accordance with the performed in o Insp . 10% of service
C.3556 . N Level Il service Monthly
Order work. service order. accordance with orders order cost
service order.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): -The requirement for the Contractor to perform
mowing/vegetation control in accordance with Section C.3.5.5.5.2 will be evaluated as follows: The Contractor is required to provide mowing/vegetation control. The
AQL is for 95% of inspected areas to be properly maintained. A QAE will inspect a portion of the areas and if it is determined that 95% of the areas are not mowed

properly maintained, 5% of the applicable ELIN will be deducted from the Contractor payment.
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9. Paved, Gravel and Earth Roads, and Yards (C.3.5.6)
| The following table provides the performance standards, AQLs and surveillance methods pertaining to Paved, Gravel and Earth Roads, and Yards.

Table 9: Paved Gravel and Earth Roads, and Yards Performance Standards, AQLs, and Surveillance

N Deduction
. . . Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard Acceptable Quality Method SO Frequency*
Level (AQL)
Payments)
- 95% of deficiencies - $500.00 for each
The Contractor shall utilize the CMMS to document S . . Periodic and Random L
C356.32 i : : B All deficiencies are documented in CMMS. documented in : deficiency above Monthly
deficiencies resulting from inspections. CMMS. Inspection the AQL.
During the month of May, the Contractor shall inspect Single
|- _u\q,pa_ved 0,
C35633 al surfaced_ areas and, relateq structures and All areas inspected and Inspection Report docgt?rr?eg{e?jreizsthe Deliverable Review 150% of surveillance
""" oads, parking-areas and-ancillary structures-and and documents any issues found. . applicable ELIN review of the
prepare an Inspection Report-{see-Section-J; Inspection Report. X
AttachmentJ-4, Listof Deliverables) deliverable
The Contractor shall grade Unpaved Roads and 90% of unnaved
| *+C.35.6.3.4 Parking Areas to level ruts and washes, fill in low Road maintenance is performed 2 times each roads roperl Periodic and Random 150% of Semi-Annual
""" areas, and cut down high areas, to achieve the year, once in the spring and once in the fall. S properly Inspection applicable ELIN
| specified grade and slope. maintained.
During the month of May, the Contractor shall inspect 90% of areas
C35634 all unpaved roads, parking areas and ancillary All areas inspected and Inspection Report documented in the Deliverable Review 150% of Annual
""" structures and prepare an Inspection Report-{see documents any issues found. . applicable ELIN
. ! R Inspection Report.
The Contractor shall inspect and repair damaged inlet 90% of inspected
C35635 gratings, clean catch basins, drop inlets, manholes, The drainage system is maintained to ensure Iotl:)ations ?neet Random Inspection 5% of applicable Monthl
| """ culverts, inlet headwalls, and exits and similar proper runoff. requirements P ELIN Y
structures on a regular schedule. q -
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fiin Deduction
P Requirement Performance Standard Acceptable Quali Surelme (mpacion Stz
Section a stel (AQL) 1y Method Contractor Frequency*
Payments)
. . . Inspection are performed in accordance with
The Contractor shall inspect vehicular bridges and . iy 90% of areas o .
C.3.5.6.3.6 | provide results of the inspection. the requirements of 23 CFR .§ 650.301 bi . documented in the 100% inspection 15% of applicable Monthly
annually and documented with an Inspection : ELIN
R Inspection Report.
eport.
The Contractor shall perform vegetation control on Vegetation Control is performed per the 90% of inspected 50 of apnlicable
C.3.5.6.3.7 | areas adjacent to paved, gravel and earth roads, and requirements of C.3.5.5, Grounds locations meet Random Inspection EI?I’?\J Monthly
yards. Maintenance. requirements.
100% of work .
. . . . . 50% Inspection of .
The Contractor shall perform LEVEL Il Service Order | All work is performed in accordance with the performed in . 10% of service
C.35.6.4 . . Level Il service Monthly
work. service order. accordance with orders order cost
service order.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to grade unpaved roads in
accordance with Section C.3.5.6.3.4 will be evaluated as follows: The Contractor is required to grade unpaved roads two times each year. The AQL is for 90% of
inspected unpaved roads to be properly maintained. A QAE will inspect a portion of the areas and if it is determined that 90% of the unpaved roads are not mewed-and

properly maintained, 150% of the applicable ELIN will be deducted from the Contractor payment.
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10. Snow and Ice Prevention/Removal (C.3.5.7)
The following table provides the performance standards, AQLs and surveillance methods pertaining to Snow and Ice Prevention/Removal.

Table 10: Snow and Ice Prevention/Removal Performance Standards, AQLs, and Surveillance

L Deduction Surveillance
IR Surveillance (Impact on Frequency*
PWS Section Requirement Performance Standard Acceptable Quality p a
Method Contractor
Level (AQL)
Payments)
The Contractor shall capture all anti-icing and de-icing . . 95% of activities - $500.00 for each
NPT TR All activities are documented in CMMS . Periodic and L
C.35.7.2 activities m_CMMS, distinguishing between removal within 5 days of the completion of the event. documented in Random Inspection deficiency above Monthly
and prevention. CMMS. the AQL.
$500.00 for each Single
The Contractor shall submit an updated Snow and Ice ?g\llli\g;bfr demﬁiayast SL;;Y,?;U?S?E
Removal Plan annually e The Snow and Ice Removal Plan includes all p per . P .
C.35.73 . . - P AN schedule and is 100% Inspection due date or not deliverable
for review and approval to the required information in C.3.5.7.3. hnicall hnicall
Government by August 30th technically accurate technically
' and complete. accurate and
complete.
The Contractor shall plow in a manner that does not No more than one
ztrreeaetfsa Saarf:gj C:ﬁ?(r:(liegn?ir(:zossdnrztn?sbsrtgtfstes wewelke Plowing operations do not create safe observed defect Inspection, $500.00 for each | MonthlyDepen
**C.35.7.4 P > Y ! N . g op . e s ty ander no more than Observation, deficiency above | denton-work
dumpsters, obstacles (i.e., water valves, radiological hazards or obstruct identified items. o2 valid customer | Customer Feedback the AQL load
areas, etc.), parking lot entrances, exits, or roadway — ! ’
i i complaints.
intersections.
No more than one
Non-Significant Weather Events: The Contractor shall Priority 1, 2, and 3 areas are free and clear observed defect Inspection, $15,000.00 for | MonthlybBepen
- e within 4 hours of the completion of the ander no more than . L
C.35.7.5.1 | treat and clear priority areas to maintain safe passage O ¥ Observation, each deficiency dentonwork
o . . - weather event. Remaining areas shall be two 2-valid
conditions for vehicle and pedestrian traffic. e Customer Feedback per event. load
cleared within 12 hours. customer
complaints.
No more than one
. Priority 1, 2, and 3 areas are free and clear observed defect ;
Significant Weather Events: The Contractor shall treat e . . Inspection, $15,000.00 for MonthlyBepen
C.3.5.7.5.2 | and clear priority areas to maintain safe passage W'th'r? 8 hours of the go_mpletlon of thf d andor ng morle_:dthan Observation, each deficiency dentonwork
conditions for vehicle and pedestrian traffic W_eat. er event. Remaining areas are cleare twod —vali Customer Feedback per event load
. within 16 hours. customer .
complaints.
100% of work .
. . . . B 50% Inspection of .
C35.76 The Contractor shall perform LEVEL Il Service Order | All work is performed in accordance with the performed in Level 11 service 10% of service Monthl
e work. service order. accordance with orders order cost Y
service order.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.
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** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to plow in a manner that
does not create a safety hazards in accordance with Section C.3.5.7.4 will be evaluated as follows: The Contractor is required to plow snow and ice such that safety or
obstruction hazards are not introduceded-er-ebstruct-other-objects. The AQL is one observed defect or valid customer complaint. A QAE will inspect a portion of the areas
plowed for locations where the plowing was not performed properly. Also, the Contractor or QAE may receive complaint(s) from other site contractors on the plowing
method. The complaint(s) will subsequently be determined to be valid or invalid. If it is determined that there is more than one observed defect ardor more than 2two
valid customer complaints, $500.00 for each deficiency above the AQL will be deducted from the Contractor payment.
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11. Railroad System Maintenance and Repair (C.3.5.8)
The following table provides the performance standards, AQLs and surveillance methods pertaining to Railroad System Maintenance and Repair.
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Table 11: Railroad System Maintenance and Repair Performance Standards, AQLs, and Surveillance

N Deduction
PWS Section Requirement Performance Standard Acceptable Quality St {ipEGie Survelllant:f
Method Contractor Frequency
Level (AQL)
Payments)
The Contractor shall perform inspections of the tracks.
The Contractor shall perform inspections on a monthly . . . 90% of tracks
. . A Inspections are performed in accordance with - _— .
basis for active track and annually for inactive track. p o inspected per Periodic and 5% of applicable
€35831 Active track inspections shall occur no more than gigegllassalllrc‘)rardaadsnyfglS"Siggg;::diA) Part schedule appropriate | Random Inspection ELIN Monthly
thirty (30) calendar days and no less than twenty (20) ’ ’ ty . requirements.
calendar days from last inspection.
Inspections are performed in accordance with .
90% of rail trestles
o The Contractor shall inspect rail trestles. The 49CFR § 213,_Track Saf_ety St_andards at_nd inspected per Periodic and 5% of applicable
C.3583.1 | . N Manual for Railway Engineering, American : . Monthly
inspections shall be performed annually. Railway Engineering and Maintenance-of- schedule appropriate | Random Inspection ELIN
Way Association. requirements,
100% of
. Catastrophic (serious defect) problems (found catastrophic -
C.35.83.1 The Contragtor shall ad_\/lse the _Govemment of all on rail systems) are to be immediately problems m. w Monthly
problems discovered with the rail system. . - Random Inspection each failure
reported to the Government. immediately
reported.
. Critical (potentially serious) problems (found 100% of critical -
C.35.83.1 Troebiﬁgrgggg\fgig wi\t';ftehtehfaﬁzvgg;nem of all on rail systems) are to be reported to the problems reported Ra r%rlfsaggtion $§ﬁ8€2§?utgr Monthly
. - 8 > D
2 all system. Government on a daily basis. daily. e
Fhe Contractor shall-immediately-advise the . 100% of significant _—
..... Goverpmzplbolallsigaiisanipreblerseiseaverad : X P o5 ems . DO
©-358:31 ¢ i Significant problems found-o asystssals ¢ Monthly
with-the rail system. eciately be reporied-to-the Government ediately aneo spectio
. . Single
The Contractor shall provide the Government a copy . . - 100% of Inspection . . .
C.3.5.8.3.1 | of the rail and trestle inspection reports-{see-Section-J; Inspect_mn reports are Sme't.ted W'.thm f|v_e Reports submitted Deliverable Review 5% of applicable sur_velllance
: . (5) business days of completion of inspection. ELIN review of the
Aot et P lgarablesy on schedule. ¥
deliverable
$500.00 for each
For DOE approval, the Contractor shall submit a 7?5\'/?&2?“& del?*yszltngz idsa ast Single
railroad service schedule within 30 calendar days of The railroad service schedule includes all provided per . surveillance
C35832 the NTP, and updated thereafter when changes are required information in C.3.5.8.3.2 schedule and is 100% Inspection due date or not review of
AAAAAA p ;
technically accurate technically .
made. deliverable
and complete. accurate and
complete.
C3583.2 The Contractor shall perform scheduled work on rail Rail switches are maintained in accordance 90% rail switches Periodic and 5% of applicable Monthl
""" switches. with C.3.5.8.3.2. properly maintained. | Random Inspection ELINO Y
C35832 The Contractor shall perform scheduled work on Rail trackage is maintained in accordance with 90% rail trackage Periodic and 5% of applicable Monthl
""" railroad trackage. C.3.5.8.3.2. properly maintained. | Random Inspection ELIN Y

e [Formatted Table
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N Deduction
. . 5 Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard AccEg\tlz;:JzeA glll_f)lhty Method Contractor Frequency*
Payments)
The Contractor shall eliminate or control vegetation The Contractor maintains ballast areas free of o o :
C.3.5.8.3.3 [ from areas within and adjacent to trackage where not vegetation sixteen (16) feet wide [eight (8) rgoe/rol Ozszﬁlt(:i%i " Random Inspection 25% Oéﬁ?ﬂ'came Monthly
required for erosion control. feet each side of center line]. properly -
. . . . 100% of wo_rk 50% Inspection of .
C3584 The Contractor shall perform LEVEL Il Service Order | All work is performed in accordance with the performed in Level 11 service 10% of service Monthl
R work. service order. accordance with orders order cost Y
service order.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to inspect rail trestles in
accordance with Section C.3.5.8.3.1 will be evaluated as follows: The Contractor is required to inspect rail trestles annually. The AQL is for 90% of rail trestles to be
properly inspected. A QAE will inspect a portion of the records for trestle inspections and if it is determined that less than 90% of the trestles have been inspected, 5% of
the applicable ELIN will be deducted from the Contractor payment (until the appropriate inspections are completed).
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12. Pest Control Services (C.3.5.9)

| The following table provides the performance standards, AQLs and surveillance methods pertaining to Pest Control Services.

Table 12: Pest Control Services Performance Standards, AQLs, and Surveillance

Minimum Deduction
. . Acceptable Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard Quality Level Method oy Frequency*
(AQL) Payments)
- - - - o -
C3593 All work shall be performed by certified individuals. Evidence of permits and licenses are provided | 100% of p_er‘sonnel Periodic and ‘Random $1,000.‘0(_) for Monthly
to the Government. are certified. Inspection each deficiency.
0,
The Contractor shall maintain records of all pest Records are made available upon request for 90% of pest control - $500.00 for each
! . ; . N . . operations have Periodic and Random -
‘ C.3594 control operations, both chemical and nonchemical, inspection{see-Section-J-Attachment-J-4,List appropriate records Inspection deficiency above Monthly
including surveillance. maintained. the AQL.
Labels and safety data sheets for each pesticide o -
proposed to be used shall be submitted to the The Government approves the use of the 120 /fo?lfezefs;:clﬁss Inspection $500.00 for each
**C.3.5.9.45 | Government for approval at least fourteen (14) pesticide prior to use-of-the-pesticide-by-the PP by th b pection, deficiency above Monthly
calendar days prior to use{see-Section-J;-Attachment | contractor. y the Observation, the AQL.
istof A ' : Government. '
C3595 All pesticides used by the Contractor shall be Pesticides are registered with the EPA and 100% of pesticides | Periodic and Random $1,000.00 for Monthl
R registered for the use intended. State of Kentucky for the intended use. are registered. Inspection each deficiency. Y
All pesticides usage shall be in strict conformance . . . 100% of pesticides -
C.3595 with label directions. The Contractor shall maintain a Ia_\?;elék?lzci‘l:)?{nzeiégilgﬁsbusfhsCrsetf\?ellr)r:ment used are identified Perlo?:]cs azgtiiﬁndom e:clﬁot?eof'ig?e;%r Monthly
label book of pesticides used. P Y ’ in the label book. P Y.
All pesticides, rinse water, and containers shall be
disposed of in accordance with label directions. - : . 100% items -
C.35.95 Pesticides, rinse water, and containers shall not be QISI r:]essettlic;ti?_séitrénse water, and containers are disposed of off- Perloti:]cs a:gtigzndom e:clﬁot?eof'i(():?emr Monthly
| disposed of on the Paducah Gaseous Diffusion Plant P . site. p Y.
site.
Pesticide spills shall be cleaned, decontaminated, and Spills are cleaned, decontaminated, and 100% -spills
C3595 reported to the Government, as required by the reported in accordance with Contractor WSHP handled in Periodic and _Random $1,000._OQ for Monthly
WSHP} and and applicable environmental standards accordance with Inspection each deficiency.
applicable environmental standards. PP ’ Contractor WSHP.
The Pest Management Program incorporates No more than one .
| The Contractor shall develop and implement an continuous monitoring, recorkd-keeping, and observed defect or Inspectlgn, $50.0:00 for each Dependent on
C.35.96 P . . Observation, deficiency above
Integrated Pest Management Program. communication to prevent pests and disease valid customer Customer Feedback the AQL work load
| vectors from causing unacceptable damage. complaint. ’
The Contractor shall perform an initial inspection of - . . O f i : $500.00 for each
C3596 all facilities as stated in Section C.3.5.9.2 Assets for :;]Zeef?\?e'?r?;s:teﬁph::Sggcgfgnzﬁ :je;)osrted to igoo/rotSOf ;23?32’3?2 Inspection, deficiency Monthl
e structural and general signs of nuisance pests within following completion of the ins ectiony tlge Go?/ernment Observation et per Y
90 calendar days of neti NTP). 9 P P ’ N facility.
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Minimum Deduction
. . Acceptable Surveillance (Impact on Surveillance
PWS Section Requirement Performance Standard Quality Level Method Contractor Frequency*
(AQL) Payments)
Deliverable $500.00 for Single
C3596 Proposed annual service schedules shall be submitted Sche_d_ule_s are su_bmltted within 30 calendar days provided per Deliverable Review each bpsmess sur_venlance
to the Government for approval. of initial inspection. schedule day deliverable review of the
’ is past due date. deliverable
The Contractor shall provide pest control services on thl?eemc?t;setrr\]/?j Inspection 506 of
a scheduled basis for the control of cockroaches, A . . . ! pection, 0
C.35.9.6 ants. silverfish. spiders. mice. rats. and any other pest Contractor maintains areas free of infestations. infestations or Observation, applicable Monthly
> +Sp N Lo Y P valid customer Customer Feedback ELIN
native to the Paducah, Kentucky area. X
complaints.
The Contractor shall provide the removal of nuisance | No more than 3customer requests without g:;::\zg gheigérg Inspection, 5% of
C.35.9.6 animals. The Contractor shall remove all dead or Contractor action on requests those are valid customer Observation, applicable Monthly
dying rodents or other animals, as needed. actionable. . Customer Feedback ELIN
complaint.
100% of work o }
C35.97 The Contractor shall perform LEVEL Il Service All work shall is in accordance with the service performed in Sgslelzrllsl?es?rl\(/)irl:f 10% of service Monthl
e Order work. order. accordance with orders order cost Y
service order.
The Contractor shall eliminate structural and No more than one Inspection
nuisance pests within 30 calendar days of completion | No more than 3 customer requests without observed defect or pection, $500.00 for
C.35.98 RV . . L N - . Observation, e Monthly
of the initial inspection. After which, facilities shall | Contractor action on requests that are actionable. valid customer each deficiency.
. . . . Customer Feedback
remain free of any infestation. complaint.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to submit pesticide data
sheets to the government (for approval prior to use in accordance with Section C.3.5.9.45) will be evaluated as follows: The Contractor is required to submit pesticide
data sheets for approval by the Government prior to use. The AQL is for all (100%) pesticides to be approved prior to use. A QAE will inspect pesticides in use and any
pesticides found in use that have not been approved by the Government will result in $500.00 being deducted from the Contractor payment for each occurrence.
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13. Records Management and Document Control (C.3.6.)
The following table provides the performance standards, AQLSs and surveillance methods pertaining to Records Management and Document Control

Table 13: Records Management and Document Control Performance Standards, AQLs and Surveillance

Deduction
Sz(\:,t\ilgn Requirement Performance Standard “é:]n;m;n:ecgf?zgtﬂ)e Surveillance Method gg:ﬁ?;;t%? iﬁ;;ﬂlﬁ?;f
Payments)
The Records Management Plan are Single
developed—indeveloped in accordance $500.00 for each surveillance
The Contractor shall prepare, revise, with 44 U.S.C. 21; 44 U.S.C. 29; 44 business day review of the
submit for DOE approval and execute an U.S.C.31;44 U.S.C. 33; 44 U.S.C. 36; Deliverable provided per deliverable is past initial
C36.3 approved Records Management Plan{see | 36 CFR Chapter XII, Subchapter B, schedule and is technically Deliverable Review due date or not deliverable,
Section J, Attachment J-4, List of Records Management; DOE O 243.1B, accurate and complete. technically and annual
Dealiverablesy. “Records Management Program.; "-ane accurate and updates
AHy-etHe D OEerHaeRisas-tiractee complete.
by the CO.

The Contractor shall utilize an ERMS for
the maintenance and disposition of all
records (regardless of media), including
electronic and email .implementrecords An EPMS i uead ta o . 95% erand no more than two
management controls to-ensure that the e NF J Rk valid customer complaints

-All records are ‘ Y

Monthly Progress Report,
Periodic and Random 10% of applicable

C3631 ! managed in the ERMS regardless of R ¢ Inspections, Customer ELIN Monthly
oran-reco ds{ ega dless-0 REe & media in accordance with requirements. R i Feedback
e__ud_ g-electro e_ade ail-are-anaged valic-customer-complaints
Management System-(ERMS}
{BoetHaHR s hlen -
The Contractor shall effectively apply
ERMS ensures-quality control processes
are in place for importing and submittal
The Contractor shall ensure records are of records into the ERMS, including but
" - P : Monthly Progress Report,
properly imported and stored in the ERMS | not limited to for-electronic-records o O N -
C.3.6.3.1 | within the appropriate schedule and submitted to records management are Leslzstshr:rr]]ai g;rgc[jfﬂd IFr’l es”ggtlif)rigdc?srt]grzr:r 5% ofEaLpﬁ\I‘lcable Monthly
) q. )
folder(s). Fhe-Contractorshat-properly properky scheduled, scanned to required 2 P Feedback
store-records-inERMS; ppi/dpi, -pages per inch, pages are

rotated properly, security markings are
applied, and images are clear and
legible.
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Deduction
Sz(\:/t\i/c?n Requirement Performance Standard ghn;hn:;n:eegf??gﬂ; Surveillance Method g;‘zfg&%’: iﬁ;ﬂ;ﬁxs
Payments)
The Contractor’s Monthly Progress Report
shall include:
1) Detailed report of monthly ERMS
statistics that includes, but is not limited to,
the number of folders, records (classified
and unclassified), record types (email, $500.00 for each
electronic, photographs, paper, etc.) and business business Single
quality assurance records that have been Required information is provided in Deliverable provided per day deliverable is Monthly
C.3.6.3.1 | imported into the ERMS by DOE Records | Monthly Progress Report as required in schedule and is technically 100% Inspection past the due date surveillance
Disposition Schedule and number of users. | Section C.2.4.1. accurate and complete. or not technically review of
2) Detailed report documenting the volume accurate and deliverable
of records reviewed,- number of pages, complete.
issues/errors found and error rate.
3) Detailed report documenting the volume
of records imported into ERMS
(Documentum or Equivalent), number of
pages, issues/errors found and error rate.
Audiovisual records are stored in Monthly Progress Report
The Contractor shall develop and accordance with 36 CFR § 1237 and 36 100%; no more than zero (See C.3.6.3.1 Item 1)
C3632 implement records management CFR § 1235.42 and any updated observed defects and no-valid Period'ic. a'nd' Random' 5% of applicable Monthly
e requirements for the creation, maintenance | National Archives and Records customer complaints95% Inspection; C . ELIN
and storage of audiovisual records. Administration (NARA) compliance. c ' F !
requirements/guidance.
$500.00 for each
The Contractor shall prepare, revise, The Vital Records Plan are-is developed business day Single
submit for DOE approval, and execute an in accordance with 36 CFR § 1223, Deliverable provided per deliverable is past surveilglance
C.3.6.3.3 | approved Vital Records Plan-ane Managing Vital Records, and DOE schedule and is technically Deliverable Review due date or not :
" 5 review of the
Inventory;. {see-SectionJ-AttachmentJd-4; | Order 243.1B, Records Management accurate and complete. technically deli
2 eliverable
Program. accurate and
complete.
$500.00 for each
. The Records Inventory is developed and business day
;—uhljnﬁ? P;rgc(t)tg tsi:]:%/%%;ivorred\gw updated in accordance with 36 CFR § Submittal contains 100% of Inspection, Submittal deliverable is past
C36.33 | | o i 1 Attanh 1223, Managing Vital Records, and due date or not Annual

Inventory. —{see-Section-J-Attachment J-4;
ist of Deli

DOE O 243.1B, Records Management
Program.

requested information.

Review

technically
accurate and

complete.
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Deduction
PWS . Minimum Acceptable . (Impact on Surveillance
Seaiem Requirement Performance Standard Quality Level (AQL) Surveillance Method e — Frequency*
Payments)
The Contractor shall incorporate
recordkeeping controls into electronic
information system the-system-or export
- . ) . .
the records into the current I_ERMS The 95% compliance or two valid Monthly Progress Report,
Contractor shall design and implement Electronic records are stored in customer complaints Periodic and Random 5% of applicable
C.3.6.4.1 | migration strategies to counteract hardware accordance with 36 CER 1236 {rmonthly).100%; no-more-than Inspections, Customer o ot app Monthly
and software dependencies of electronic ’ zero-observed-defects and-no P Fee di)ack
records whenever the records must be valid customer complaints
maintained and used beyond the life of the
information system in which the records
are originally created and captured.
The Contractor shall provide a list of all S A S . : Single
Capas | Bl oo Sy @10 | PSS omator spovtedin | Devermeportetn || sreo0mr | sl
R DOE annually, utilizing the format SectionyC 249 P q accurate and complete Y each deficiency. review of the
provided by DOE. s plete. deliverable
The File Plan is developed in
accordance with 36 CFR Chapter XII $5§33'?noe§::jza(:h Single
The Contractor shall prepare, revise, Subchapter B and DOE O 243.1B Jliverabl ided deliverable i 4 Igl
submit for DOE approval, and execute an Records Management Program-ane-is Deliverable provided per . . eliverable is past | - surveillance
C3.6.4.2 approved File Plan L - - 5 schedule and is technically Deliverable Review due date or not review of the
PP f‘ y X ! The File Plani accurate and complete. technically deliverable
' Progress-Repofts, RS e Mol accurate and (annual)
Progress Report 7 complete.
i 059 Menthhy-Progress-Report:
. raepiansa d'syste' s'pende © tye hiy- : )
364, e Contractor shal _deuesp'ayd_ aita : e iy, ‘ ! Periodic-and-Randem 5% of-applicable Annual/
up-to-date site-wide inventories; site-wide | assignment of disposition-authority; and . Inspections—Customer ELIN Monthly
e-plan-and-systems: strieval of all catego ES(.SEH dseries) Feedbael
The Contractor’s Monthly Progress Report
shall include:
1) Detailed report on site-wide inventories $500'.00 for each
; © e business day .
that includes, but is not limited to, the Required information is provided in Deliverable provided per deliverable is past Single
number of employees/subcontractors q P L P )P . p surveillance
C3.6.4.2 interviewed and record volumes b o Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
. Y typ Section C.2.4.1. accurate and complete. not technically .
(paper, electronic, etc.) deliverable

2) Detailed report on file plan revisions
that includes, but is not limited to, new or
discontinued disposition authorities.

accurate and
complete.
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Deduction
Sz(\:/t\i/c?n Requirement Performance Standard ghn;hn:;n:eegf??gﬂ; Surveillance Method g;‘zfg&%’: iﬁ;ﬂ;ﬁxs
Payments)
The Contractor shall ensure electronic
records received from staff, contractors and | The Contractors QCA process is Less than 3% backlog or two
subcontractors have been properly scanned, | implemented for scanned and imported . —— | Monthly Progress Report,
; - valid customer complaints . o .
C365 pages rotated_, proper _marklngs_and are records to ensure e_Iectronlc rRecorq . Perlodl_c and Random 5% of applicable Monthly
clear and legible and imported into meets NARA requirements-and-be-in ¢ . Inspections, Customer ELIN
Deocumentumthe ERMS. Records obtained | accordance-with-quality-control i Feedback
from DOE are scheduled, indexed and processes. customer complaint
processed in paper format.
The Contractor shall ensure records
identified as Quality Assurance records
under ANSI/American Society of Records identified as quality assurance . .
Mechanical Engineers (ASME) National are managed in accordance with NQA-1 95% compliance or two valid | Monthly Progress Report
. K customer complaints (also see C.3.6.3.1 Item 1), o .
C365.1 Quallty_Assur_a\nc_e (NQA)-1 are and 36 CFR Chapter X1, Subc_h_apter B; ? ).959 Periodic and Random 5% of applicable Monthly
categorized (lifetime/non-permanent); and are maintained for traceability to the ¢ Inspection, Observation ELIN
managed in accordance with NQA-1 and applicable item, activity or facility. . : Customér Feedback !
36 CFR Chapter XII, Subchapter B; and
are maintained for traceability to the
applicable item, activity or facility.
The Contractor’s Monthly Progress Report $500.00 for each
shall include: business day Single
Report of quality assurance records Required information is provided in Deliverable provided per deliverable is past surveilglance
C.3.6.5.1 | assigned to include record description (i.e., | Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
Instrument Calibration Records, Technical | Section C.2.4.1. accurate and complete. not technically deliverable
Qualification Records, etc.), DOE Records accurate and
Disposition Authority, media and volume. complete.
The Contractor shall ensure records that
are maintained in Privacy Act Systems
of Records are managed and maintained
Records that contain personal information IFT _accordance with FAR 52.224-2, 100%, compliance no more Monthly Progress Report,
. rivacy Act and DOE O 206.1, DOE . o :
*4C.3.6.5.2 _retne_vgd by name, or ano_ther personal Privacy Program, staff are properly than zero obs_erved defects and Perlodl_c and Random 15% of applicable Monthly
identifier are maintained in Privacy Act trained. and records are properl Re-vaichedstonas Inspections, Customer ELIN
Systems of Records. _,—D_D_Yi dentified. Pri complaints(breaches). Feedback
vacy-AGt Systerms 6 .
$500.00 for each
s business day .
The Contractor’s Monthly Progress Report | g e information is provided in Deliverable provided per deliverable is past Single
shall include: L 3 . . surveillance
C.3.65.2 Report of any breach of privacy Mon_thly Progress Report as required in schedule and is technically 100% Inspection the due df_ﬂe or review of
information Section C.2.4.1. accurate and complete. not technically deliverable
) accurate and
complete.




U.S. Department of Energy

Quality Assurance Surveillance Plan

Deduction
Sz(\:/t\ilgn Requirement Performance Standard g:]n;"n:;n:eegf??gﬂ; Surveillance Method g;‘zfg&%’: il:gﬂg:g;f
Payments)
The Contractor shall protect and handle Classified records are handled in 100%, ne-more-than-zero “?g:;héyspgogﬁie?neg?n
C3653 classified information and critical accordance with Section C.3.3 observed defects and-no-valid Period'ic. a'nd' Random’ 5% of applicable Monthly
o information i_n accord_ar}ce with a_ppli(;able Safeguards and Security. o eustemepeemplam&s Inspection, Observation ELIN
laws, regulations, policies, and directives. (incidents). Customer Feedback
The Contractor’s Monthly Progress Report
shall include: $500.00 for each
Detailed report of monthly statistics that business day Single
includes, but is not limited to, number of Required information is provided in Deliverable provided per deliverable is past surveilglance
C.3.6.5.4 | requests received and processed by type Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
(i.e., Freedom of Information Act (FOIA), | Section C.2.4.1. accurate and complete. not technically deliverable
Privacy Act, Litigation, DOE, internal, accurate and
etc.), document page count (if applicable) complete.
and processing times for each.
The Contractor shall respond to records Response to record request are
o st and process recod requests | PIEe0 5 fllows:
for the FOIA, Privacy Act-PA, Energy ° FI_OLA <=10 b_uLess_days Less than 1% backlog98% and
Employees Occupational Iliness . Privacy Act <=10 business one. Monthly Progress Report, 1015% of
C.3.654 c . days . Inspection, Observation, - Monthly
ompensation Program Act, the former Litigation R -5 observed defects or valid Customer Feedback applicable ELIN
worker medical screening program, the * tigation Requests <= customer complaint. ustomer Feedbac
Chronic Beryllium Disease Prevention business days
Program, congressional inquiries, legal *  ‘nternal/ DOE Requests <=
discoveries and other record requests. 482 business hoursdays
The Contractor shall maintain the
Comprehensive Environmental Response, | The CERCLA and RCRA 98% and no more than one Monthly Progress Report,
C.3655 Compensation, and Liability Act Administrative Record are maintained in observed defect or valid Periodic and Random $500.00 for each Monthly
T (CERCLA) and Resource Conservation accordance with applicable laws, customer complaint Inspections, Customer deficiency
and Recovery Act (RCRA) Administrative | regulations, policies and directives. N Feedback
Record and Information Repository.
The Contractor’s Monthly Progress Report $500.00 for each
shall include: business day Single
Detailed report documenting the Required information is provided in Deliverable provided per deliverable is past surveilglance
C.3.6.5.5 | Administrative Record and Information Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
Repository that includes, but is not limited | Section C.2.4.1. accurate and complete. not technically deliverable
to, the number of documents received, accurate and
processed and processing times. complete.
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Deduction
PWS . Minimum Acceptable . (Impact on Surveillance
Seaiem Requirement Performance Standard Quality Level (AQL) Surveillance Method e — Frequency*
Payments)
$500.00 for each
The Contractor shall develop and submit to *yl_)usmess Qa
: deliverable is past .
DOE a quarterly six-month forecast Deliverable provided per the due date or Single
schedule for health physics/radiological Deliverable includes forecast for health P )P . . T surveillance
C3856 | Survey support for site-wide records hysics/radiological survey support schedule and is technically Deliverable Review nottechnically | oyievy of the
manayengt activities. {See-Seetion-J-4; P ’ ysupport accurate and complete. accurate and deliverable
'anagemer ) ’ complete.$500-00
ListofDeliverables) foreach
The Contractor’s Monthly Progress Report $5£35'?n%§252am
shall include: Required information is provided in Deliverable provided per deliverable is yast Single
Detailed report on records management q P L P ’p . P surveillance
C.3.6.5.6 survey statistics that includes, but is not Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
urvey ! Section C.2.4.1. accurate and complete. not technically .
limited to, number of surveys conducted by deliverable
o accurate and
organization and any backlog.
complete.
The Contractor shall ensure historical . -
; Required volumes of =h )
records, regardless of media, are stored Re u"erd volume§ Othﬁt?jnlci: paper 95% and no more than one Monthlé/_Progdress Rdeport 05% of
C.3.6.5.7 | appropriately in accordance with federal ecoras are organized, scheculed, . observed defect or -valid Perio lcan Random ;—5& g Monthly
: indexed, boxed and dispositioned in R Inspections, Customer applicable ELIN
laws and DOE regulations for proper aper format or current format customer complaint. Feedback
preservation and efficient retrieval. Pap ’
$500.00 for each
The Contractor’s Monthly Progress Report business day Single
shall include: Required information is provided in Deliverable provided per deliverable is past surveilglance
C.3.6.5.7 | Detailed report on monthly statistics Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
documenting annual progress for the above | Section C.2.4.1. accurate and complete. not technically .
deliverable
record types. accurate and
complete.
The Contractor shall ensure proper DOE
Records Disposition Schedule assigned,
box, index, complete transfer paperwork, o Monthly Progress Report,
C366 and obtain DOE Records Management The Contractor ensures records are gglf; :&igzgggﬁ ;??’r;l?ge Periodic and Random 510% of Monthl
e Field Officer (RMFO) approval prior to dispositioned per the assigned schedule. ; Inspections, Customer applicable ELIN Y
. S customer complaint.
sending transfer paperwork and/or shipping Feedback
inactive temporary records to a FRC and/or
permanent records to the NARA.
The Contractor shall ensure records The Contractor completes destruction Monthly Progress Report,
- - i - No more than one observed L N .
C366 eligible for destruction are properly certificate and submit to DOE RMFO defect or -valid customer Periodic and Random 5% of applicable Monthly

dispositioned in a timely manner once
litigation moratorium is lifted.

for review and obtaining DOE Legal
approvals prior to destruction.

complaint.

Inspections, Customer
Feedback

ELIN
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Deduction
PWS . Minimum Acceptable . (Impact on Surveillance
Seaiem Requirement Performance Standard Quality Level (AQL) Surveillance Method e — Frequency*
Payments)
$500.00 for each
business day
For DOE approval, Fthe Contractor shall deliverable is past Single
develop and implement The Records Disposition Plan shall be Deliverable provided per the due date or surveilglance
C.36.6 an-approved-a Records Disposition Plan;. developed in accordance with applicable schedule and is technically Deliverable Review not technically review of the
ot — DOE guidance. accurate and complete. accurate and deliverable
Deliverables) complete.$51,000
60 -foreach
The Contractor’s Monthly Progress Report
shall include: $200.00 for each
Detailed report on monthly statistics on S A S . : - day Single
S L2 . Required information is provided in Deliverable provided per deliverable is past .
C.3.6.6 reco_rds d|s_po_s|t|on activities that includes, Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or surv_e|||ance
e but is not limited to, records transferred to Section C.2.4.1 accurate and complete not technicall review of
the FRC/NARA, records eligible for e plete. accurate andy deliverable
destruction, and number of boxes complete
destroyed. plete.
The Contractor shall develop, implement rPert??:\foSrZC?s”i:: f:l:Jrnetreoflf I:r:fjnt tracking No more than one observed Inspection, Observation 5% of applicable
C.3.6.7 and maintain sound document control AR . . defect or -valid customer p ! ! 00t app Monthly
systems distribution of documents, including complaint Customer Feedback ELIN
4 ’ drawings—~drawings. plaint.
The Contractor’s Monthly Progress Report $5§3§'?ﬂ%:221§3‘:h
shall include: s . P . . . : Single
Detailed report on document control Required information is provnded' in Deliverable prowdeq per ] deliverable is past surveillance
C.3.6.7 activities that includes. but is not limited Monthly Progress Report as required in schedule and is technically 100% Inspection the due date or review of
o Section C.2.4.1. accurate and complete. not technically .
to, new documents, revisions, and accurate and deliverable
retrievals by record type. complete

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to properly maintain privacy

act systems of records in accordance with Section C.3.6.5.2 will be evaluated as follows: The Contractor is required to properly maintain records containing

personnel information. The AQL is for all (100%) privacy act records to be appropriately maintained. A QAE will inspect records and if any privacy act

records are found not being maintained appropriately, 25% of the applicable ELIN will be deducted from the Contractor payment.
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14. Mail Services (C.3.7)
The following table provides the performance standards, AQLSs and surveillance methods pertaining to Mail Services.

—Table- 13131514 Mail-Services Performance-Standards-AQLsand-SurveilaneeTable 14: Mail Services Performance Standards, AQLs, and Surveillance

Minimum Deduction
PWS . R Surveillance (Impact on Surveillance
Section Requirement Performance Standard AccEg\tlziazeA gll.l_a)hl’y Method o Frequency*
Payments)
No more than two .
. . . Inspection, $500.00 for each
| C.3.7.2 | Operate the PGDP central mailroom. (l;/;alslroom is operated on normal business Ob\iznfjeguds?{;erﬁtesror Observation, deficiency above Monthly
ys. . Customer Feedback the AQL.
| complaints.
Collect from a local United States Postal Service Post Mail is collected from the United States Postal %r Inspection $500.00 for each
C.3.7.2 | Office Box and process classified mail for all site Service Post Office Box and classified mail is ~valid customer Observation deficiency above Monthly
contractors and DOE. correctly processed. e Customer Feedback the AQL.
complaints.
| Collect and deliver inter-organizational and_outgoing
e . ) n No more than two .
U.S. mail twice daily to C-103, DOE Site Office, - . . : Inspection, $500.00 for each
**C.3.7.2 | Monday through Friday._Frank and -post all outgoing r’:/(l)?::llasl E?Jlslfncetsg ggdsdellvered twice daily on ob\iglr;ijet(i:ud;gergtesror Observation, deficiency above Monthly
U.S. mail for DOE by means of the Government postage ys. complaints Customer Feedback the AQL.
meter. -

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to collect and deliver inter-
organizational and U.S. mail in accordance with Section C.3.7.2 will be evaluated as follows: The Contractor shall deliver mail twice daily to C-103. The AQL is two

observed defects or valid customer complaints. A QAE will monitor the mail delivery. Also, the Contractor or QAE may receive complaints from other site contractors on
the mail delivery. The complaint(s) will subsequently be determined to be valid or invalid. If it is determined that-there areis more than two observed defects or valid
customer complaints, $500.00 for each deficiency above the AQL will be deducted from the Contractor payment.
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Deduction
e A e Surveillance
- Performance Standard
St REgIERERE Db St
Payments)
Staff-the Environmental-information-Center (EIC)-such | The EICH ible-to-the public-from-the . $500.00.f
Provide the public-access-to-the-electronic files No-more-than three $500.00-for-each

Online Document Repository. £ . ! . E deficiency-above Y
$1,000.00 for
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1615. Tra

ining Services (C.3.9)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to Training Services.

—TFable 1716 Table 15151516:; Training Services Performance Standards, AQLs, and Surveillance: Fraining-ServicesPerformance-Standards-AQLsand

Sueveilanes
e Deduction
PWS Requirement Performance Standard Acceptable Quality St it (G St
Section Method Contractor Frequency*
Level (AQL)
Payments)
. . - No more than two $500.00 for each
The Cont_ractqr shall provide the delivery of the training Training qualification records and site access observed defects or | Customer feedback, additional
€392 | courses listed in Attachment J-8.C.3.9.1, and provide site cards are provided in a timely manner valid customer Periodic Inspection | deficiency above Monthly
access training qualification records and cards. P Y : X P Yy
complaints. the AQL.
The Contractor shall provide the training courses to Training courses ensure compliance with No more than two $500'0(.) f or each
C.393 ensure compliance with applicable environmental health | environmental health and safety laws and obseryed defects or Cus}on]er feedbgck, _aqdltlonal Monthly
R - . valid customer Periodic Inspection | deficiency above
and safety laws and regulations. regulation. X
complaints. the AQL.
No more than two $500.00 for each
C393 Training classes will be coordinated with other site Training courses are coordinated with other observed defects or | Customer feedback, additional Monthl
o contractors and tailored to the PGDP site activities. site contractors. valid customer Periodic Inspection | deficiency above Y
complaints. the AQL.
The Contractor shall coordinate with other site
contractors to consolidate training modules, where Training courses are consolidated where r\go mogeéh?n two c feedback $500de f or TaCh
C.393 practicable. The Contractor shall review course content practicable are revised as needed to meet observead de ects or us}onjer eeaback, ad itional
e : : ; valid customer Periodic Inspection | deficiency above Monthly
quarterly, and revise/update as necessary to meet current | current requirements. complaints the AQL
requirements and site conditions. P - ’
Deliverable $500._00 for each Single
provided per business day surJLveillance
schedule and is deliverable is past “review of
The Contractor shall develop a training schedule for site | Schedule includes all training courses listed in technically accurate 10.0A’ the due date or dgte ar deliverableSin
C394 yh . : ; . i and Inspection166% not technically
specific courses listed in Section C.3.9.2, Requirement. Section C.3.9.2. . - e
complete.Betiverabl tnspection accurate and surveillance
e-contains-100%-of complete.$5,006- i
information. deficiency
No more than two $500.00 for each
**C.3.9.4 Personnel are notified of pending training needs prior to | Personnel are notified a minimum of 30 observed defects or | Customer feedback, additional Monthl
=77 | expiration of requisite training certifications. calendar days prior to expiration of training. valid customer Periodic Inspection | deficiency above Y
complaints. the AQL.
Companies are notified their employee has not completed Companies are notified of a training non- No more than two $500.00 for each
panie - . ploys omp compliance upon individual not completing observed defects or | Customer feedback, additional
C.3.9.4 | the requisite training and is to be placed on restrictions P - . - A " . Monthly
f : the requisite training by the required valid customer Periodic Inspection | deficiency above
rom general site access. - -
completion date. complaints. the AQL.

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.
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** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to notify personnel of
pending training needs in accordance with Section C.3.9.4 will be evaluated as follows: The Contractor shall notify personnel 30 calendar days prior to training expiring.
The AQL is two observed defects or valid customer complaints. A QAE may inspect the training system. Also, the Contractor or QAE may receive complaint(s) from
other site contractors on the mail delivery. The complaint(s) will subsequently be determined to be valid or invalid. If it is determined that there is more than two observed
defects or valid customer complaints, $500.00 for each deficiency above the AQL will be deducted from the Contractor payment.

A-44




U.S. Department of Energy Quality Assurance Surveillance Plan

A-45




U.S. Department of Energy

Quality Assurance Surveillance Plan

1716. On-Site Fuel Station (C.3.10)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to On-Site Fuel Station.

Surveillance

reeTable 16161617:; On-Site Fuel Station Performance Standards, AQLs, and

Minimum Deduction
PWS q Acceptable Surveillance (Impact on Surveillance
Section IREE RS PRI ST Quality Level Method Contractor Frequency*
(AQL) Payments)
$50 per hour
station is
. . - . - ; ) : unavailable for
*+C.3.10 Con’gractor prowde_s refueling capability through beth-the | The refueling station is available 24 hours per Fuel station 95% Observatlc_)n and unscheduled Monthly
on-site fueling stations to-PGBPR(C-752-B). day, 7 days per week. operational. Inspection. Junexpected
maintenance
above the AQL

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to provide refueling
capability in accordance with Section C.3.10 will be evaluated as follows: The Contractor maintain the refueling station in an operating condition 24 hours per day, 7
days per week. The AQL is for the fuel station to be operating 95% of the time. A QAE will monitor the refueling station availability. If it is determined that the refueling
station is operating less than 95% of the time, $50 per hour the station is unavailable above the AQL will be deducted from the Contractor payment.
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187. Safeguards and Security (C.3.3)

The following table provides the performance standards, AQLSs and surveillance methods pertaining to Safeguards and Security._Stated deductions will
be applicable and will commence at the time the eorrective-actionsdeficiencies are identified (e.g., the date of the finding) and will continue monthly until

the corrective actions are satisfactorily elesedimplemented (i.e., as-demonstrated by closure of the finding and subsequent validation by DOE).

AQLs, and Surveillance

nceTable 17371718:; Safequards and Security Performance Standards,

PWS
Section

Requirement

Performance Standard

Minimum
Acceptable
Quality Level
(AQL)

Surveillance
Method

Deduction
(Impact on
Contractor
Payments)

Surveillance
Frequency*

C331

Program Management Operations in accordance with
Security Program requirements as defined in the
eContract.

Ratings from DOE surveys, assessments,
and/or surveillances are Satisfactory or higher.

Satisfactory
Rating.

DOE Surveys,
DOE Assessments,
and/or DOE
Surveillances

10% of applicable
ELIN until
corrective action
has been
satisfactorily
implemented (as
demonstrated by
hasreceived DOE
validation).

Monthly

C331

Program Management Operations in accordance with
Security Program requirements as defined in the
eContract.

Deliverables contain required information listed
in Attachment J-4 — List of Deliverables for
Section C.3.3.1 and subsections.

Deliverable
provided per
schedule and is
technically
accurate and
complete.

Review, approval
and/or concurrence
of deliverables

$500.00 for each
business day
deliverable is past
the due date or
not technically
accurate and
complete.

Monthly

C332

Protective Force in accordance with Security Program
requirements as defined in the eContract.

Ratings from DOE surveys, assessments,
and/or surveillances are Satisfactory or higher.

Satisfactory
Rating.

DOE Surveys,
DOE Assessments,
and/or DOE
Surveillances

1% of applicable
ELIN until
corrective action
has been
satisfactorily
implemented (as
demonstrated by
DOE
validation).reeceiv
ed DOE

Monthly
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Minimum Deduction
PWS 5 Acceptable Surveillance (Impact on Surveillance
Section RN PG fRITEES ST Quality Level Method Contractor Frequency™
(AQL) Payments)
Deliverable $580'90 fordeach
A usiness day
Protective Force in accordance with Security Program !Deliverables contain reqyired infor_rnation listed sgzgt\jllz?:iﬁjris Review, approval | deliverable is past
C.3.3.2 requirements as defined in the eContract in Attachment J-4 — List of Deliverables for technically and/or concurrence the due date or Monthly
= ’ Section C.3.3.2 and subsections. accurate and of deliverables not technically
complete accurate and
. complete.
10% of applicable
ELIN until
corrective action
. - . . . . DOE Surveys, sa?iﬁa%ly
c333 Physical Protection in accordance with Security Program | Ratings from DOE surveys, assessments, Satisfactory DOE Assessments, implemented (as Monthly
o requirements as defined in the eContract. and/or surveillances are Satisfactory or higher. Rating. and/or DOE demonstrated b
Surveillances gemonstrated by
DOE
validation).reeeiv
ed-DOE
. $500.00 for each
Deliverable Ny
\ business day
333 Physical Protection in accordance with Security Program peliverables contain reqyired information listed Sg:gg:ﬁs‘lﬁjris Review, approval | deliverable is past
.3.3. requirements as defined in the eContract, in A_ttachment J-4 — List _of Deliverables for technically and/or concurrence the due de_ate or Monthly
= Section C.3.3.3 and subsections. accurate and of deliverables not technically
complete accurate and
) complete.
10% of applicable
ELIN until
corrective action
. Lo . . . . DOE Surveys, sa{}z?a%u
Cc334 Information Security in accordance with Security | Ratings from DOE surveys, assessments, Satisfactory DOE Assessments, implemented (as Monthly
e Program requirements as defined in the eContract. and/or surveillances are Satisfactory or higher. Rating. and/or DOE Ap—Ldemonstrated b
Surveillances gdemonstrated by
DOE
validation).receiv
ed-DOE
. $500.00 for each
Deliverable :
. business day
- Lo - . Deliverables contain required information provided per Review, approval | deliverable is past
C.3.34 Information . Security In acco rdance with Security listed in Attachment J-4 —qList of Deliverables schedul_e and is and/or cong.?rrence the due date %r Monthly
Program requirements as defined in the eContract. f . . technically . .
or Section C.3.3.4 and subsections. accurate and of deliverables not technically
complete accurate and
. complete.
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PWS
Section

Requirement

Performance Standard

Minimum
Acceptable
Quality Level
(AQL)

Surveillance
Method

Deduction
(Impact on
Contractor
Payments)

Surveillance
Frequency*

**C.3.35

Personnel Security in accordance with Security Program
requirements as defined in the eContract.

Ratings from DOE surveys, assessments,
and/or surveillances are Satisfactory or higher.

Satisfactory
Rating.

DOE Surveys,
DOE Assessments,
and/or DOE
Surveillances

10% of applicable
ELIN until
corrective action
has been
satisfactorily
implemented (as
demonstrated by
DOE
validation).reeceiv
ed-DOE

Monthly

C.3.35

Personnel Security in accordance with Security Program
requirements as defined in the eContract.

Deliverables contain required information
listed in Attachment J-4 — List of Deliverables
for Section C.3.3.5 and subsections.

Deliverable
provided per
schedule and is
technically
accurate and
complete.

Review, approval
and/or concurrence
of deliverables

$500.00 for each
business day
deliverable is past
the due date or
not technically
accurate and
complete.

Monthly

C336

Material Controls & Accountability in accordance with
Security Program requirements as defined in the
eContract.

Ratings from DOE surveys, assessments,
and/or surveillances are Satisfactory or higher.

Satisfactory
Rating.

DOE Surveys,
DOE Assessments,
and/or DOE
Surveillances

1% of applicable
ELIN until
corrective action
has been
satisfactorily
implemented (as
demonstrated by
DOE
validation).receiv
ed-DOE

Monthly

C336

Material Controls & Accountability in accordance with
Security Program requirements as defined in the
eContract.

Deliverables contain required information
listed in Attachment J-4 — List of Deliverables
for Section C.3.3.6 and subsections.

Deliverable
provided per
schedule and is
technically
accurate and
complete.

Review, approval
and/or concurrence
of deliverables

$500.00 for each
business day
deliverable is past
the due date or
not technically
accurate and
complete.

Monthly
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Minimum Deduction
PWS 5 Acceptable Surveillance (Impact on Surveillance
Section RN PG fRITEES ST Quality Level Method Contractor Frequency™
(AQL) Payments)
10% of applicable
ELIN until
corrective action
. - . . . DOE Surveys h_as Leen_
C337 | Somrly Program requrements % dofned i the | KNGS from DOE sumveys, aswssmens, | Satisacory | DOE Asessments, | Cln SR |y
e ty 9 q and/or surveillances are Satisfactory or higher. Rating. and/or DOE Y
eContract. " demonstrated by
Surveillances
DOE
validation).reeceiv
. $500.00 for each
E:gvi\éf;m:r business day
Foreign Visits & Assignments in accordance with | Deliverables contain required information sghedule ar?d is Review, approval | deliverable is past
C.3.3.7 Security Program requirements as defined in the [ listed in Attachment J-4 — List of Deliverables technicall and/or concurrence the due date or Monthly
cContract. for Section C.3.3.7 and subsections. Y of deliverables not technically
accurate and accurate and
complete.
complete.
Other Factors: Deduction (Impact on Contractor Payments)
. . 100% of applicable ELIN 1 Month and 50% of applicable ELIN for each month thereafter until the Corrective Action Plan is
o
Security Enforcement Action complete and all actions closed.
Other Security Items as Deemed by the Secretary of Energy or [ 100% of applicable ELIN
Assistant Secretary

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for the Contractor to maintain Personnel
Security in accordance with Section C.3.3.5 will be evaluated as follows: The Contractor shall undergo DOE surveys, assessments, and surveillances. The AQL is to
maintain a satisfactory rating for the surveys, assessments, or surveillance. If the ratings from these surveys, assessments, or surveillances are below satisfactory, 10% of

the ELIN will be deducted from the Contractor payment each month until outstanding corrective actions are resolved.

*** A violation of the provisions of the CRD relating to the safeguarding or security of Restricted Data or other classified information may result in an additional civil
penalty pursuant to subsection a of section 234B of the Atomic Energy Act (42 U.S.C. Section 2282b). The procedures for the assessment of civil penalties are set forth in
Title 10, CFR, Part 824, Procedural Rules for the Assessment of Civil Penalties for Classified Information Security Violations.
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198. Cyber Security (C.3.4)
The following table provides the performance standards, AQLSs and surveillance methods pertaining to Cyber Security.

‘ —Table 181818192019: Cyber Security Performance Standards, AQLs, and Surveillance

NI Deduction
P Requirement Performance Standard Acceptable Qualit SRl e (nacion Stuel e
Section a stel (AQL) Y Method Contractor Frequency*
Payments)
. . Deliverable provided
3411 gzsu(i?t;trlicct:jrez?salrlnzl:]m 'm The monthly progress report includes a per schedule and is | 100% Inspection | 5% of applicable Monthl
R istof Deli ) Yy ! detailed report of Cyber Security Incidents. technically accurate of deliverable ELIN Y
! . and complete.
The contractor shall submit a detailed report of all The monthly progress report includes a De;:‘;i’::[:ﬁlzr::édiesd 100% Inspection | 5% of anplicable
**C.3.4.1.1 | controlled article passes issued-{see-Section-J; detailed report of all controlled article passes p hnicall fdo li P bl o Of app Monthly
Attant 14 Listof Deliverables). issued. technically accurate of deliverable ELIN
' 7 and complete.
The Contractor shall comply with the Cyber Security
requirements as specified in DOE O 205.1B, Department
of Energy Cyber Security Program, the applicable DOE . . . e N . o . o .
Cas12 | Rk amgement Ao mplemenaionlan | S0 S irennsfom e | ttionione | 1000 ecton | 19600[ e | e
(RMAIP), all current versions of applicable NIST Special P ) q -
Publications (SP) and the Committee on National
Security Systems (CNSS) 1253.
The Contractor shall develop, implement and maintain a
System Security Plan {see-SectionJ-Attact J-4-List Deliverable provided
C3413 4 consistent with the Site Security Plan, to [ The System Security Plan is compliant with per schedule and is 100% Inspection | 10% of applicable Annual
e be coordinated with the etherPaducah-site the requirements of DOE O 205.1B. technically accurate of deliverable ELIN
contractorsDeactivation contractor and its subcontractors, and complete.
and submit System Security Plan annually.
. Assessment covers
0,
C3413 ;T?_;gg;;ﬁ;%;:ﬂb;fmplem a 1.00/0 Cyber Security The Cyber Security Assessment is based on 100% of 100% Inspection 15% of anplicable Annual
e : : y-tsee-Section-3-Attachment -4, the current revision of NIST SP 800-53. recommended of deliverable ° ELFI)IEI
X topics.
All Cyber Security and IT personnel who have Incident 100% of required
Response (IR) and Contingency Planning (CP) All required personnel possess a DOE Q 0 d Periodic and $1,000.00 for
C.34.15 I . personnel have DOE - Monthly
responsibilities shall have a DOE Q clearance.—Seetion-J; | clearance. Q clearance Random each deficiency.
Attachment3-8.6.2.% - Inspection

* Surveillance Frequency may change depending on scope and circumstances as determined by the Government.

** EXAMPLE (This example also applies to other related sections of the document as applicable): The requirement for a controlled article pass deliverable in

accordance with Section C.3.4.1.1 will be evaluated as follows: The deliverable shall be submitted to the government monthly. The AQL is for the deliverable to contain
all the requested information. The Government or a QAE will review the deliverable for the required information. If it is determined that the deliverable does not contain
all the required information, 5% of the applicable ELIN will be deducted from the Contractor payment.
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2019. Contract Closeout (C.3.12)

The following table provides the performance standards, AQLs and surveillance methods pertaining to Contract Closeout.

_—Table 191919202120 Contract Closeout Performance Standards, AQLs, and Surveillance

Vil Deduction
PWS Requirement Performance Standard Acceptable Quality S LETE (i @n SUIEIEIES
Section Method Contractor Frequency
Level (AQL)
Payments)
. Customer .
C:312 | smooth Contact tansiton at the end of e Contrct | The COnacor provids suppartfor and 100% Feeaback, | ASEIENEENE | Avconty
> . effective and efficient closeout of the eContract. ? Observation, . closeout
period. Inspection remedies
Six (6) months prior to the expiration of the Contract The Contract Close-out Plan includes all Deliverable Associated values
c312 period (upon CO direction), the Contractor shall submita | remaining administrative matters necessary to contains 100% of 100% Inspection for contract At contract
e Contract Close-out Plan {see-Section-J-Attachmentd-4; | effectively and efficiently closeout the requested P remedies closeout
List-of Deliverables)-to DOE for review and approval. eContract. information.
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APPENDIX B:
CONTRACTOR EVALUATION REPORT
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1. EVALUATION REPORT
CONTRACTOR EVALUATION REPORT NUMBER
2. TO: (Contractor and Manager Name) 3. FROM: (Name of COR)
DATES
PREPARED ORAL NOTIFICATION RETURNED BY CONTRACTOR | ACTION COMPLETE

4. EVALUATION SSDISCREPANCY OR PROBLEMUYE (Describe in Detail. Include PWS references. Attach Continuation Sheet if
Necessary.)

5. SIGNATURE OF COR

6. TO: (Name of COR) 7. FROM: (Contractor)

8. CONTRACTOR RESPONSE AS TO CAUSE, EFFECT, CORRECTIVE ACTION AND ACTIONS TO PREVENT RECURRENCE.
(Attach Continuation Sheet if necessary. Cite applicable Contractor QC program procedures or new QC procedures.)

9. SIGNATURE OF CONTRACTOR REPRESENTIVE 10. DATE

11. GOVERNMENT EVALUATION (Acceptance, partial acceptance, or rejection. Attach Coordination Sheet if necessary.)

12. GOVERNMENT ACTIONS (SReduced payment, cure notice, show cause, other.)

CLOSE OUT
NAME AND TITLE SIGNATURE METHOD OF DATE
ACKNOWIL EDGEMENT
CONTRACTOR (Email, Ltr)
NOTIFIED
QAE
COR
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APPENDIX C:
CUSTOMER FEEDBACK RECORD
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CUSTOMER FEEDBACK RECORD

DATE AND TIME OF FEEDBACK

SOURCE OF FEEDBACK

ORGANIZATION

INDIVIDUAL

NATURE OF FEEDBACK

PWS REFERENCE

VALIDATION

DATE AND TIME SERVICE PROVIDER INFORMED OF FEEDBACK

NAME OF Contractor REPRESENTATIVE INFORMED OF
FEEDBACK

ACTION TAKEN BY SERVICE PROVIDER (Responsible officer)

RECEIVED AND VALIDATED BY

Determination:  Complaint Valid [ Complaint Invalid |
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APPENDIX D:
SAMPLING GUIDE/INSPECTION CHECKLIST
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SERVICE FUNCTION:

PWS SECTION:

NOTE: S = Satisfactory Performance M = Marginal Performance U = Unsatisfactory Performance
N/A = Not Applicable

1 Method of Surveillance:

2 Lot Size:

3 Sample Size:

4 Performance Requirement: Performance is satisfactory (S) when or fewer defects are
discovered per month. Performance is marginal (M) when __ or fewer defects are discovered
per month. Performance is unsatisfactory (U) when or more defects are
discovered per month.

5 Sampling Procedure: Instructions on how to select the sample must be clear and complete

6 Inspection Procedure: The procedure must be detailed enough to allow a yes/no objective

decision as to the acceptability of performance by anyone making the inspection. Explain when
evaluation is to occur and what is acceptable/unacceptable

Performance: Satisfactory (S), Marginal (M),
Unsatisfactory (U), Not Applicable (N/A)

PRS Requirements Timeliness | Quality of Work | Notes

Overall Rating Of Inspection (S, M,
U, or N/A)

Inspector Comments:

Contractor Signature: Date:

QAE Signature: Date:




